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SECTION SF 30 BLOCK 14 CONTINUATION PAGE

The following items are applicable to this modification:
CONTINUATION PAGE

1. Thefollowing questions and answers resulted from the site surveys conducted 13 through 15 December:

Question #1: Isthere a particulate issue?
Answer #1: Theracksinstalled at NAVEODTECHDIV do not need to be environmentally controlled. The
racksinstalled at the gateway locations do need to be environmentally controlled.

Question #2: Have you modified the two spaces where the racks will be installed?
Answer #2: The modifications are underway.

Question #3: Do we have to provide power from the panel in to the room?

Answer #3: Depending on the UPS solution engineered, power can be provided either to the power
distribution racks or just to the panel in the room. It isup to the offeror to clearly articul ate power
requirements as well as where they would like power to terminate (to include type of outlet and breaker on
the circuit).

Answer #4: Will we have to provide UPS?
Question #4: Yes, protection for 45 minutes.

Answer #5: What level of power redundancy are you looking for?
Question #5: A/B within the farm. It isnot the offeror’s responsibility to deal with B side power to the
room.

Answer #6: Do you want to see power proposed for ease of use?
Question #6: Yes.

Answer #7: Do you have floor plansthat you can provide?
Question #7: Floors plans were provided with Amendment 0002. The diagrams are notional. Floor plans
show where the AC units are installed.

Answer #8: Arethe floor plans changed from the earlier market research survey?

Question #8: No.

Question #9: Do thefloor plans reflect the HVAC ducting?
Answer #9: Thereisno ducting

Question #10: Isthe plan that calls for the classified system in room 115, the unclassified system in room
119, and the development farm in room 115A firm?

Answer #10: Y es, however within each room it is the offeror’ s responsibility to develop the server farm
floor plan within the room

Question #11: What does the RFP require for room 115A7?
Answer #11: Only an extension of the cable management system.

Question #12: What kind of racks arein room 119?
Answer #12: The offeror is not responsible for any of the racksin RM 119

Question #13: How will disposal of the old racks be handled?
Answer #13: The Government will dispose of the old racks.

Question #14: Will the old racks be stored during migration?
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Answer #14. Yes

Question #15: Do we have access to anything above the drop ceiling?
Answer #15: No.

Question #16: Based on the answer to the question above, what kind of cabling connections are required?
Answer #16: See the requirements for the cable management system

Question #17: What are you using to migrate the data? Do you want us to propose the easiest way to
migrate the data? If there are things that we recommend, can we include them in the proposal ?

Answer #17: Offerors are required to provide the information requested in the Instructions to Offerors.
Offerors are also reminded that they will be evaluated in strict accordance with the information contained
in Evaluation Factors for Award. Only that information requested in the Instructions to Offerors will be
evaluated.

Question #18: Isit true that the Government will not allow patch cabling between the racks, only
distribution cabling?
Answer #18: Yes.

Question #19: Arethere requirementsto seismically bolt the racks?
Answer #19: No.

Question #20: How do you want the racks set up?
Answer #20: It is up to the offeror to propose a solution that meets the requirements within the space
provided.

Question #21: How will inspection occur prior to shipment?
Answer #21: It isup to the offeror to propose an inspection and acceptance plan.

Question #22: Isthe majority of the datato be stored static, and if not, what percentage of the datais
static?
Answer #22: Approximately 40% of the datais static.

Question #23: Will the Government provide anti-static flooring?
Answer #23: All flooring will be installed prior to installation of the server farms.

Question #24: Isthere still arequirement for an additional 50% to account for power growth?
Answer #24: Yes.

Question #25: Where does the AB power come from and is that on the UPS as well? Will there be a
transfer switch somewhere upstream? Does the Government want AB power delivered downstream of the
UPS?

Answer #25: The offeror’s only responsibility isto ensure AB power downstream of the UPS and account
for the later addition of B side power upstream of the UPS.

Question #26: Originally, the Government requested different UPS units. Isthisstill the case?
Answer #26: The Government has never requested a specific UPS solution. It is up to the offeror to meet
the terms of the SOW.

Question #27: How long will it be from proposal submission until contract award?
Answer #27: A conservative estimate is one month. Installation of the server farms will not begin until
April 2005.

Question #28: Are we assuming responsibility for the switches?
Answer #28: See the revised SOW provided in Amendment 0002.
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Question #29: What is the Government’ s minimum U requirement for each rack?
Answer #29: 42.

Question #30: What happened to the tape library? Is there still arequirement for a UPS for the tape
library?
Answer #30: Tape library requirements have been removed. Please see the amended SOW.

Question #31: Isthere still arequirement for environmentally controlled racks at the gateway sites?
Answer #31: Yes.

Question #32: Isthis requirement connected to the InfoPro requirement?
Answer #32: No.

Question #33: When the new equipment is delivered, will it be set up with the existing equipment?
Answer #33: Partially until migration and then old equipment will be removed rack by rack.

Question #34: Will the power be three phase or single phase?
Answer #34: 3 phase.

Question #35: How high isthe ceiling in room 1197
Answer #35: Please refer to the diagrams provided in Amendment 0002.

Question #36: Will there be a connection between rooms 115 and 1197
Answer #36: Fiber optic data cableswill be the only connection between the rooms 115 and 119.

Question #37: Will the licensing be by user or by processor?
Answer #37: By processor.

Question #38: Can you provide aspecific city for the gateway |ocations?
Answer #38: The gateways will be installed on large military installations in each of the countries
specified.

Question #39: Can the spares kits be maintained at the depot?
Answer #39: No. Spareskits must be maintained at the sites where the racks are installed.

Question #40: Areyou looking for multiple levels of defense in the intrusion detection system?
Answer #40: Offerors are responsible for engineering a solution and articulating that to the Government in
their technical proposals.

Question #41: Isthere a bandwidth requirement?
Answer #41: The gateway siteshave T1 lines. The farmsinstalled at NAVEODTECHDIV have 24
megabytes per second scalable to 6 DS3 lines.

Question #42: Isthere an existing intrusion detection system?
Answer #42: No.

Question #43: Can the Government provide the number of users per gateway site?
Answer #43: No. The Joint EOD Community has 5,000 members on active duty, but the JEODNET
supports more than the joint EOD community.

Question #44: Can the enterprise management system contain a SIM tool ?
Answer #44: Yes, but it isthe responsibility of the offeror to architect the solution and articulate that in
their proposal
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Question #45: Amendment 0002 provides two sets of requirements for Type 1 and 2 servers. The 1¥ set is
on page 6 and 7 of the PDF document and differs from the 2" set which isincluded in the amended SOW.
Which requirements would the Government like us to respond to?

Answer #45: The requirements in the SOW are always the definitive requirements.

Question #46: The quality of the PDF version of the Gateway RP spreadsheet is extremely difficult to
read. Thisvendor respectfully requests areadable copy.

Answer #46: As noted in the pre-solicitation notice, copies of all documents can only be obtained by
downloading them from the Contracts Division’s web site. Efforts will be made to make the Gateway RP
spreadsheet more legible, but copies of the originals will not be provided viafax, mail, or e-mail.

Question #47: The NAS requirements provided on page 8 of the Amendment 0002 PDF document are not
included as part of the SOW. Please advise if the Government intends to incorporate these into the
amended SOW.

Answer #47: Refer to the storage requirements for the Gateways Section 4 of the SOW if aNAS s used
these requirements apply

Question #48: In Section 3.2.4, Type 3 Server Requirements, the requirement that falls between numbers
75 and 76, Each server will contain a configured boot partition is not numbered. Please advise how we
should reference that requirement or if the Government intends on renumbering the entire sequence
following number 75.

Answer #48: Refer to the revised SOW found at the end of this amendment.

Question #49: There is no number assigned to the requirement stated in 3.6.2 Hardware, An empty (per
server farm (total of 2)) rack that matches the other racks provided will be an additional CLIN.

Answer #49: There does not need to be a requirement number associated with providing an empty rack that
matches the other provided.

Question #50: There are anumber of referencesto Key Personnel Qualifications. Would the Government
please provide thisinformation?

Answer #50: Generating a staffing plan is the responsibility of the offeror. Qualifications of the
individuals proposed and the mapping of qualifications to tasks are evaluation terms. Additionally, the
qualifications of the personnel proposed will become the minimum personnel qualifications during the term
of the contract. The Government considers all personnel proposed to be key.

Question #51: In Section 1.0 Scope, Phase 3 isreferred to as Option 2 and Phase 4 as Option 3, but in
Section 6, Phase 3 Tasks, Requirements and Deliverables, Phase 3 isreferred to as Option 1 and in Section
7, Phase 4 Tasks, Requirements and Deliverables, Phase 4 is referred to as Option 2. Please clarify.
Answer #51: See amended SOW.

Question #52: Section 3.2.5 Special Requirements: Enterprise Distributed Backup System: The new
requirement eliminates the requirement for a Backup Library Unit. The requirement states that the
enterprise SAN at N1 must backup/replicate their file systems at the gateway (25% per gateway) as quickly
as can be supported using half a T1 connection between N1 and the gateway. Isthere arequirement for
local backup, for example disk to disk at either the N1 and N2 sites? If there is such arequirement, will this
be part of the 80 TB usable space or will it be an additional requirement?

Answer #52: All servers must backup to the SAN. The SAN will not replicate until off site solutions are
online. Thisis part of the existing storage requirement, not a new requirement

Question #53: The Gateway |ocations are scheduled to be deployed in Phase 4 and thisis an optional
phase, what requirements for Backup will bein place prior to Phase 4?
Answer #53: Server to San -

Question #54: The Gateway locations are scheduled to be NAS devices of between 4 and 6 TB. The
requirement for backup/replication calls for 25% per gateway. 25% of the 80 TB requirement is 20 TB.
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Thisisbetween 3 and 5 timesthe NA S capability at the Gateway facility. Please reconcile this discrepancy
or clarify.
Answer #54: See amended SOW.

Question #55: Section 3.2.5 Req. 107. The Enterprise SAN at N1. Calculating the bandwidth of 2aT1 at
750kbs and %2 of the SAN data at 20TB it will take several thousands of hoursto replicate/backup the SAN
datato the gateways sites. This offeror understands that the requirement isfor “as quickly as can be
supported,” but also believes that thiswill provide NAVEOD an unworkable solution. Can the
Government clarify that they understand the extended amount of time it will take to copy this data with the
limited bandwidth provided or modify the requirements?

Answer #55: It isup to the offeror to articulate the issues and provide the best possible solution in their
proposal.

Question #56: Section 3.2.5 Req. 105. All servers except thoseinthe DMZ. For Servers5 and 6 which
have 1TB of local storage, does the Government intend to fully backup the 1TB of local storage to the SAN
everyday? Dueto the load imposed on the servers, local network and SAN by doing afull backup every
day would the Government be willing to allow for incremental or differential backupsto be done on a
schedule with full backups done weekly or monthly?

Answer #56: No.

Question #57: Section 7.2.1 Req. 274. Each rack must contain Type 1 serversin conformance with section
3.1.2. Thereisno section 3.1.2. Does the Government intend for this requirement to read, “ Each rack must
contain Type 1 serversin conformance with section 3.2.2”

Answer #57: See amended SOW.

Question #58: Section 7.2.1 Req. 274. Each rack must contain Type 1 serversin conformance with section
3.1.2. It appears that the Government has removed the requirement for a SAN from this section but the
requirement still exists for two Fiber Channel HBAs. Does the Government intend to add a requirement to
Section 3.2.5 Special Requirements per Server by Number to remove the requirement for the HBAs as
listed in the Type 1 Server section?

Answer #58: Section 7.2.1 refers to gateways storage can be either SAN or NAS. Pay attention to the
volume requirementsif the storage solution for the gateway sitesis not FC SAN based then remove them
from the GATEWAY solution. The Government will not alter type 1 requirements but will release the
requirement for a GATEWAY if the offeror’ s proposal addresses enterprise storage access.

Question #59: Section 7.2.1 Req. 275. Each rack must contain Type 2 servers in conformance with section
3.1.3. Thereisno section 3.1.3. Doesthe Government intend for this requirement to read, “ Each rack must
contain Type 1 serversin conformance with section 3.2.3”

Answer #59: See amended SOW.

Question #60: Section 7.2.1 Req. 275. Each rack must contain Type 2 serversin conformance with section
3.1.3. It appears that the Government has removed the requirement for a SAN from this section but the
reguirement still exists for two Fiber Channel HBAs. Does the Government intend to add a requirement to
Section 3.2.5 Special Requirements per Server by Number to remove the requirement for the HBAs as
listed in the Type 2 Server section?

Answer #60: Section 7.2.1 refersto gateways storage can be either SAN or NAS. Pay attention to the
volume requirementsiif the storage solution for the gateway sitesis not FC SAN based then remove them
from the GATEWAY solution. The Government will not alter type2 requirements but will release the
requirement for aGATEWAY if offerors proposal addresses enterprise storage access.

Question #61: Section 7.2.1 Req. 281. NAS must connect using 100% redundant paths to the type 1 server
cluster. It appears that the requirement for the Type 1 Server Cluster has been removed from the RFP,
could the Government clarify where the requirement is for the Type 1 Server Cluster that the NAS device
must have a connection to?

Answer #61: Redundant paths to the servers see amended SOW
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Question #62: Section 7.2.1 Req. 281. NAS must connect using 100% redundant paths to the type 1 server
cluster and type 2 server. A NAS device sharesits storage viathe Network, can the Government clarify if
thisisthis arequirement for an additional network connection in addition to the already required 100baseT
teamed NICsin this section?

Answer #62: See amended SOW

Question #63: Section 7.2.1 Req. 278. NAS can be either Fiber Channel or ATA and must... In addition
tothe ATA and Fiber Channel based NAS will the Government allow for aNAS device that is SCSI based?
Answer #63: Yes

Question #64: Section 7.2.1 Reg. 267. Racks must comply with section 3.3. Section 3.3 isthe SAN
Storage Section. Can the Government clarify is this requirement is intended to reference Section 3.4?
Answer #64: See amended SOW.

Question #65: Section 7.2.1 Req. 267. Racks must comply with section 3.3. If this offeror proposes the
Liebert rack model numbers provided in this solicitation can it be assumed that they will meet all the
requirements as listed in Sections 3.4 and 7? If not, can the Government modify this requirement so that the
Liebert rack model numbers specified will be acceptable?

Answer #65: The Government has reviewed and accepted the Leibert rack for gateway implementations
dueto the need to environmentally control the racks at a gateway location. General rack requirements will
not be changed.

Question #66: In order for this vendor to properly respond to the technical requirements and fully comply
contractually with the SOW, this vendor asks that the Government provide further clarification within the
SOW reflecting any and all updates or changes to the requirements and discussions provided in
Amendment 0002 as answers to questions.

Answer #66: It isup to the offeror to review the amended SOW for any and all changes. Many of the
changes were identified in the questions and answers provided in Amendment 0002.

Question #67: Section 3.2.2 Type 1 Servers (Requirement 5). All drives will be the largest and fastest
currently supported. Disk drives are availablein several variantsincluding two that are commonly
configured into servers, SATA and SCSI. In both families of drives sizes and speeds do not necessarily
correspond. For examplein the SCSI disk drive family the 146GB disk driveis available in both the 10K
RPM and 15K RPM variants whereas the 300 GB drive is only available in the 10K RPM variant. SATA
drives have the comparabl e types of variations in speeds and sizes. Could the Government please clarify
which drives they want to be configured into the Type 1 Servers.

Answer #67: It isthe offeror’ sresponsibility to engineer the solution based on the best solution for the
intended purpose. The Government will not alter performance requirements or turn them into technical
requirements that engineer the system for the offeror.

Question #68: Section 3.2.3 Type 2 Servers (Requirement 33). All driveswill be the largest and fastest
currently supported. Disk drives are availablein several variantsincluding two that are commonly
configured into servers, SATA and SCSI. In both families of drives sizes and speeds do not necessarily
correspond. For examplein the SCSI disk drive family the 146GB disk driveis available in both 10K RPM
and 15K RPM variants whereas the 300 GB drive is only available in the 10K RPM variant. SATA drives
have the comparabl e types of variations in speeds and sizes. Could the Government please clarify which
drivesthey want to be configured into the Type 2 Servers.

Answer #68: It isthe offeror’s responsibility to engineer the solution based on the best solution for the
intended purpose. The Government will not alter performance requirements or turn them into technical
requirements that engineer the system for the offeror.

Question #69: Section 3.2.4 Type 3 Servers (Requirement 62). All driveswill be the largest and fastest
currently supported. Disk drives are available in several variantsincluding two that are commonly
configured into servers, SATA and SCSI. In both families of drives sizes and speeds do not necessarily
correspond. For example in the SCSI disk drive family the 146GB disk drive is available in both 10K RPM
and 15K RPM variants whereas the 300 GB driveisonly available in the 10K RPM variant. SATA drives
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have the comparable types of variations in speeds and sizes. Could the Government please clarify which
drives they want to be configured into the Type 1 Servers.

Answer #69: It isthe offeror’ s responsibility to engineer the solution based on the best solution for the
intended purpose. The Government will not alter performance requirements or turn them into technical
requirements that engineer the system for the offeror.

Question #70: Section Diagrams. Rack 1 shows a Passport 8300 Perimeter Switch, Ext Firewall, VPN
Gateway, Internal Firewall and a Passport 8600 Internal Switch. There isno mention in the SOW about
this equipment. Could the Government clarify what if any the offeror’s responsibility will be with regard
to this equipment upon contract award.

Answer #70: This equipment is mentioned in the SOW and it is the offeror’ s responsihility to replace the
equipment with the same or similar product

Question #71. Section Diagrams. Denotes hardware not covered by this procurement but must be factored
in and supported by racks, power, and cabling covered under this procurement. Please clarify if this
statement requires the offeror to provide arack and supporting hardware for the equipment designated
under the heading Rack 1.

Answer #71: No.

Question #72: Please clarify if all the equipment shown in the Rack 1 diagram is GFE and not covered
under this procurement.

Answer #72: Thisequipment is covered under this procurement. Refer to the SOW. The diagrams were
notional and merely reflect the existing farm.

Question #73: Section 7.2.1 Requirement 277. Each rack must contain 1 NAS with...JEODNET Gateway
Rack Plan Rack 1 does not show aNAS. Please clarify whether or not Gateway Rack 1 does or does not
require aNAS.

Answer #73: Refer to the amended SOW found at the end of this amendment.

Question #74: Section 7.2.1 Requirement 267 which incorporates by reference Section 3.3 Reguirement
126. Each rack containing at least one server will contain 1 KVM unit. JEODNET Gateway Rack Plan
Rack 1 does not show aKVM. Please clarify whether or not Gateway Rack 1 does or does not require a
KVM.

Answer #74: All racks containing at least 1 server must include aKVM

Question #75: Section 7.2.1 Requirement 267 which incorporates by reference Section 3.3 Requirement
126. Each rack containing at least one server will contain 1 KVM unit. JEODNET Gateway Rack Plan
Rack 2 does not show aKVN. Please clarify whether or not Gateway Rack 2 does or does not require a
KVM. If Gateway Rack 2 does require aKVM per the Gateway Rack Plan Rack 2 diagram there is no rack
space in which to put it. Please clarify what the Government requires for Keyboard/Mouse/Video access to
the Gateway Rack 2 Servers.

Answer #75: All racks containing at least 1 server must include aKVM

Question #76: Section 7.2.1 Requirement. Prepended to the Statement of Work isalist of requirements
labeled as NAS. These NAS requirements differ from those in the Statement of Work as listed in Section
7.2.1. With all due respect this offeror requests that the Government please clarify the requirements for the
NAS device and incorporate them into Section 7.2.1 of the Statement of Work.

Answer #76: All requirementsin the SOW are authoritative. The documents provided in Amendment
0002, other than the amended SOW, are provided for informational purposes only and do not alter the
requirements contained in the RFP.

Question #77: Section 7.2.1 Requirement. Prepended to the Statement of Work is alist of requirements
labeled as F5 3-DNS BOM. These requirements do not appear in the Statement of Work aslisted in
Section 7.2.1. With all due respect this offeror requests that the Government please clarify the
requirements for the Gateway racks and devices and incorporate them into Section 7.2.1 of the Statement of
Work.
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Answer #77: Thereare only 2 items that have to be provided as already installed are the F53DNS and the
Red Eagle gateways. The SOW reflects this and the BOM was provided to answer questions as to which
make and model are required. The SOW has been updated to show the passport 8300, 8600 and DMZ
switches must be replaced either 1 for 1 or with an equivalent device. The BOM was provided for outline
to the offerors what an equivalent device would need to contain IRT a gateway implementation only.

Question #78: Answer to Question 25. The answer to this question provides alist of equipment formerly
listed as not covered by this procurement. Please clarify where in the Statement of Work these items are
listed. Also please clarify if thisequipment isto be mounted into Rack 1 as shown in Diagram 1.

Answer #78: Asthey were formerly listed as not covered you will now find them listed as ancillary
equipment under phase 1 of the SOW

Question #79: Section 6.2.2 - Can the Government clarify/answer the following: (a) What is the maximum
bandwidth that passes through the Passport 8600 to NIPRNET (link size)? (b) Isthere aredundant/failover
link? (c) Isload balancing used on thislink? (d) Is host intrusion detection (HIDS) on each of the servers
required? (e) Isfailover protection for Network Intrusion Detection (NID) required? (f) Are hot-spares or
spare parts required for IDS hardware? (g) What type of system event and security logs must the IDS
system be able to query, concatenate and analyze: firewalls, routers, servers?

Answer #79: (a) The passport 8600 has no direct connection to either the DMZ or directly to the
NIPRNET. The passport 8300 has a 24mbps link to the DISA ATM backbone that is scalable up to 6 DS3
trunk lines. (b) Thereisaredundant/failover link. (c) Load balancing is used on thislink. (d) The
Government considers this type of decision to be engineering related as the Government does not know
what system any offeror intends to propose and the specifications of said system the Government is not
prepared to answer this question. It isthe offeror's responsibility to engineer and propose the best system to
meet the performance requirementsin the SOW and CONOPS for JEODNET. (e€) See answer to subpart D.
(f) If hardware is part of your solution then the spare parts kit for the rack in which it isinstalled would
need to include parts for the IDS. (g) All of the above (any item covered by this procurement).

Question #80: Section 7.2.1, Requirement 269. Each rack must contain 2 24 port 100basel Nortel Bay
Stack switches. The Gateway RP spreadsheet only shows asingle 24 port Nortel Bay Stack switchin a
singlerack. Can the Government clarify if the spreadsheet or this requirement is correct and amend the
incorrect requirement or diagram?

Answer #80: The gateway RP spreadsheet is not part of the SOW and isnotional. It isintended to provide
additional information to offerors, but it does not replace the requirements as set forth in the SOW. The
SOW is authoritative.

Question #81: Section 7.2.1, Requirement 270. Each rack must contain 2 Nortel Alteon Firewall devices.
The Gateway RP spreadsheet only shows a single Nortel Alteon Firewall devicein arack. Can the
Government clarify if the spreadsheet or this requirement is correct and amend the incorrect requirement or
diagram?

Answer #81: Please see the answer to question #81.

Question #82: Section 7.2.1, Requirement 272. Each rack must contain 2 (NSA certified) SafeNet Red
Eagles. The Gateway RP spreadsheet only shows a single rack containing 2 SafeNet Red Eagle VPN
devices. Can the Government clarify if the spreadsheet or this requirement is correct and amend the
incorrect requirement or diagram?

Answer #82: Please see the answer to question #81.

Question #83: Section 6.2.1 and 6.2.2, Requirements 253 and 265. A requirement was added to the
Enterprise Management System section and the Enterprise Intrusion Detection System section that reads as
follows: System must be capable of audit log reduction. Please clarify.

Answer #83: Audit log reduction isacommon industry term for a system that revues system and security
audit logs and provides analysis and trend detection.

2. A revised Statement of Work can be found at the end of this amendment.
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The JEODNET Security Requirements Traceability Matrix can be found at the end of this amendment.
Thismatrix is provided for informational purposes only. The requirements called out in the Statement of
Work are authoritative.

The tentative deadline for receipt of proposalsis 3:00 PM on 18 January 2004. A subsequent amendment
to the subject solicitation will be issued and will provide the definitive deadline for receipt of proposals.

The subsequent amendment will also provide revised Instructions to Offerors and Evaluation Factors for
Award.

All other terms and conditions remain unchanged.

For additional information, contact Jessica Maddox at 301-744-6614.
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Statement of Work
JEODNET Infrastructure Implementation

10 Scope

This statement of work (SOW) describes the contractor’ s tasks and materials required for the technical update of the
Joint Explosive Ordnance Disposal Network’s (JEODNET) enterprise controlling node (N1) and the initial roll out
of 4 regiona gateway nodes (N3.1-N3.4).

This contract uses afour phase approach, each phase is defined as;

0 Phasel - Labor and materials for updating JEODNET’ s enterprise controlling node (N1) data center. This
isacomplete solution for building and maintaining 2 server farms 1 unclassified (NIPRNET) and 1
classified (SIPRNET) farm.

0 Phase 2 - Support labor and materials for the migration of data, applications and services off of the existing
server farms onto the new server farms procured under phase 1. Contractor will be required to work with
the contractor/s currently providing systems administration support to JEODNET. Risk of successful data
migration is not assumed by this contract.

0 Phase3 - (Option 1) Labor and materials to architect an implement an enterprise management system and
enterprise intrusion detection system for JEODNET

0 Phase4 - (Option 2) Labor and materials for theinitial roll out of JEODNET’ s first 4 OCONUS global
gateway sites. Each gateway will consist of aNIPRNET and SIPRNET implementation. Gateways will be
installed in Asia, Europe, Middle East, and Hawaii

This 4 stage approach has been outlined based on the logical progression of events required to successfully complete
global implementation. Each Phase is comprised of specific timelines and dependencies |leading into subsequent
phases and have their own acceptance/evaluation criteria. Additionally each phase requires support labor categories
that differ significantly.

All materials delivered must be newly manufactured no refurbished or repaired equipment can be delivered.

2.0 Background

The JEODNET isatactical, mission critical information system that provides globally distributed information
access/sharing, advanced security, and a compl etely web-service enabled user environment in scenarios where the
accurate and timely delivery of tactical mission critical knowledgeis crucial to the success of the mission.
Compliant with DoD Architecture Framework, Joint Technical Architecture and the Global Information Grid (Gl G)
2.0, JEODNET provides the Joint EOD community with aviable avenue to reach its interoperability and network
centric warfare goals. JEODNET also houses the repository for the entire scope of EOD information.

Diagrams 4 and 5 have been provided as a general overview of JEODNET Conops.

30 Phase 1 Tasks, Requirements & Deliverables
3.1 Task - The contractor will deliver, install (on-site) and baseline configure materials as outlined by
the following requirements. Requirementsin this SOW are numbered and identified aseither T
for minimum technical or P for performance.

3.2 Materials & Requirements (Note 2 identical farms are to be built, 1 NIPRNET and 1 SIPRNET)
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3.2.1  Server requirements— JEODNET employs serversthat fall into 1 of 3 categories or
“Types.” Wherever atype of server isreferred to in this or subsequent sections of this
SOW the following requirements apply unless otherwise stated.

3.22  Typel Servers— Quantity 24 (12 per farm) shall meet the following minimum technical /
performance specifications:

Requirements #
Serverswill be no more than 2U (1 to 1.5 preferred) 1 |T
Server will be loaded with Microsoft Windows 2003 Server Enterprise Edition unlessotherwise | 2 | T
specified under specific server requirements

Serverswill be configured with a minimum of 4GB Ram unless otherwise specified 3 | T
Serverswill contain at least 4 hard drives 4 | T
All hard drives will be the largest and fasteest currently supported unless otherwise specified 5 | P
under server specific requirements

Drive 1 will mirror drive 2 6 | T
Drive 3 will be configured as a global hot spare 7 | T
Drive 4 will be configured as a global hot spare 8 | T
Each server will contain redundant, hot swappable power supplies 9 [T
Each server will support remote management 10 | P
Each server will accept shutdown commands from the power management and distribution 1| P
system with adequate time to execute the shutdown process just prior to battery drain

Each Server will continuously report its health to the enterprise server management system 12 | P
Each server will alert the enterprise server management system when its operational conditions | 13 | P
fall outside the range of acceptable conditions

Each server will be imaged onto a separate hard drive partition from the partition on which the 14| T
OSisloaded

Each server will be capable of and configured for possible clustering in the future 5| P
No optional or advanced services will be loaded with the operating system 16 | T
Each server will be configured as a stand alone server unassociated with any domain (AD and 7| T
other services will beinstalled later)

Each server will contain a configured boot partition 18| T
Each server will contain 2 Fiber GIG E NICs unless otherwise specified 19| T
Each Server will contain 1 serial port (2 preferred) 2| T
Each server will contain 2 USB ports 21| T
Each server will contain 2-32 bit processors 2| T
Each processor will be the fasted currently supported 23 | P
Each server will contain atotal 2 FC ports on separate cards at 2Gbps (2 portson 1 card is 24| T
acceptable but not preferred)

Each server will contain 1 DVD RW drive 5T
Each server will contain 1 floppy drive 26 | T
Each server will use aHard Drive — CD — Floppy —PXE boot sequence that isinterruptible 21 | T
Each servers video card will support 1280 x 1024 resolution and 16.19 million colors 28| T

3.2.3  Type2 Servers— Quantity 14 (7 per farm) shall meet the following minimum technical

specifications:
Requirements #
Serverswill be no more than 4U 29| T

Server will be loaded with Microsoft Windows 2003 Server Enterprise Edition unlessotherwise | 30 | T
specified under specific server requirements or Data Center Server Edition is required to
support installed RAM

Servers will have a minimum of 8 GB RAM 31| T
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Serverswill contain at least 4 hard drives R|T
All hard drives will be the largest and fastest capacity currently supported by the offeror attime | 33 | P
of award

Drive 1 will mirror drive 2 AT
Drive 3 will be configured as a global hot spare H|T
Drive 4 will be configured as a global hot spare 6 |T
Each server will contain 2 RAID controllers 1 active and cabled to all 4 drives asecond inactive | 37 | T
card that drives can be moved to should card 1 fail

Each server will contain redundant, hot swappabl e power supplies BT
Each server will support remote management 9| P
Each server will accept shutdown commands from the power management and distribution 0 | P
system with adequate time to execute the shutdown process just prior to battery drain

Each Server will continuously report its health to the enterprise server management system 1 | P
Each server will alert the enterprise server management system when its operational conditions | 42 | P
fall outside the range of acceptable conditions

Each server will be imaged onto a separate hard drive partition from the partition on whichthe | 43 | T
OSisloaded

Each server will be capable of and configured for possible clustering in the future 4 | P
No optional or advanced services will be loaded with the operating system 45T
Each server will be configured as a stand alone server unassociated with any domain (AD and 6 (T
other services will beinstalled later)

Each server will contain a configured boot partition 7 | T
Each server will contain 2 Fiber GIG E NICs unless otherwise specified 48 | T
Each Server will contain at least 1 serial port (2 preferred) 49 | T
Each server will contain 2 USB ports 5 [T
Each server will contain 4 32 bit processors 51| T
Each processor will be the fastest currently supported 52 | P
Each server will contain atotal of 2 FC ports on separate cards (1 per card) at 2 Gbps 5| T
Each server will contain 1 DVD RW drive AT
Each server will contain 1 floppy drive 5 | T
Each server will use aHard Drive — CD — Floppy —PXE boot sequence that isinterruptible 5 | T
Each servers video card will support 1280 x 1024 resolution and 16.19 million colors 5/ | T

3.24  Type 3 Servers— Quantity 8 (8 processors per server) (4 per farm) shall meet the
following minimum technical specifications:

Requirements #
Servers will be no more than 8U 58 |T
Server will be loaded with Microsoft Windows 2003 enterprise Edition 5 | T
Servers will have a minimum of 10 GB of RAM 60 | T
Serverswill contain at least 4 hard drives 6L | T
All hard drives will be the largest and fastest capacity currently supported by the offeror attime | 62 | P
of award

Drive 1 will mirror drive 2 63 | T
Drive 3 will be configured as a global hot spare 64 | T
Drive 4 will be configured as a global hot spare 65 | T
Each server will contain 2 RAID controllers 1 active and cabled to all 4 drivesasecond inactive | 66 | T
card that drives can be moved to should card 1 fail

Each server will contain redundant, hot swappabl e power supplies 67 | T
Each server will support remote management 68 | P
Each server will accept shutdown commands from the power management and distribution 69 | P
system with adequate time to execute the shutdown process just prior to battery drain

Each Server will continuously report its health to the enterprise server management system 7 | P
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Each server will alert the enterprise server management system when its operational conditions | 71 | P
fall outside the range of acceptable conditions

Each server will be imaged onto a separate hard drive partition from the partition on which the 2T
OSisloaded

Each server will be capable of 4 way clustering 73 | P
No optional or advanced services will be loaded with the operating system 4T
Each server will be configured as a stand alone server unassociated with any domain (AD and BT
other services will beinsttalled | ater)

Each server will contain a configured boot partition BL|T
Each server will contain 2 Fiber GIG E NICs unless otherwise specified % | T
Each Server will contain 1 serial port (2 preferred) 7T
Each server will contain 2 USB ports 8| T
Each server will contain 8 32 bit processors 9| T
Each processor will be the fastest currently supported 8 | P
The Cluster of 4 servers per farm will support Oracle 9i enterprise edition 8L | P
Each server will contain atotal of 2 FC ports on separate cards at 2Gbps 8 | T
Each server will contain 1 DVD RW drive 8 [T
Each server will contain 1 floppy drive 44| T
Each server will use aHard Drive — CD — Floppy —PXE boot sequence that isinterruptible 8 | T
Each servers video card will support 1280 x 1024 resolution and 16.19 million colors 86 | T

3.25  Specia Requirements per Server by Number — Please refer to Diagram 1 to map servers
to server number and rack. (Note Diagram 1 is not an authoritative, proposed or binding racking plan and
isprovided for clarity only) General minimum technical/performance requirements per server type apply
unless superceded by these requirements.

Rack Server Number Requirement #
3 3&4 Each will have redundant 100baseT NICsteamed & 87 T
connected to the DM Z switch
5&6 Each will have redundant 10/100/1000baseT NICsteamed & 88 T

connected to the DMZ switch

Each will support 1 TB internal physical storageinaseparate | 89 | T
raid controller than the 4 drives supporting the OS

Each will be loaded with Windows Server 2003 Web Server 0 T
Edition

4 7&8 Each will be configured with 2 10/100/1000BaseT NICs 9 | T
teamed and connected to the Passport 8600 Internal switch

Each will be configured with 2 FC Cards with 1 connectionto | 92 | T
each of the FC switchesin the SAN

9& 10 Each will be clustered (clustering will be configured as part 93 | P
phase 2)

Each will be configured with 2 1000baseF NICs teamed and AT
connected to the Passport 8600 Internal Switch

Each will contain 2 FC Cards with 1 connection to each of the | 95 T

SAN switches

6 Server Farm Printer | Will be ahigh-end color laser printer network attachedtothe | 96 | T
Passport 8600 Internal switch using a 100BaseT connection

11&12 Each will contain 2 1000BaseF NICs, but only 1 will be 97 | T

connected to the Passport 8600 Internal switch

7 13,14 & 15 Will be loaded with Windows Server 2003 standard edition 98 | T
and do not need to be able to support clustering
Each will contain 2 10/100/1000BaseT NICs teamed and 9 T

connected to the Passport 8600 Internal switch
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Each will contain 1 FC card 2 will be routed to SAN switch 1
and 1 will be routed to SAN switch 2

100 | T

16& 17

Each will contain 2 1000BaseF NICs but only 1 will be
connected to the Passport 8600 Internal switch

101 | T

9 1819,20& 21

Will be 4 way clustered (clustering will be configured as part
of phase 2)

102 | T

Each will contain 2 1000BaseF NICS teamed and connected
to the Passport 8600 Internal Switch

103 | T

Each will contain 2 FC Cards with 1 connected to SAN FC
switch 1 and 1 connected to SAN FC switch 2

104 | T

Enterprise
Distributed Backup
System (1 per farm)

All servers except those in the DMZ must connect to the SAN
or NAS and be able to fully backup all local storage to the
SAN or NAS File System once per day and the process per
server can not take longer than 1 hour per 100GB of local
storage

105 | P

The Enterprise SANs at N1 (NAVEODTECHDIV) must be
able to support full replication to an identical SAN at

NAV SCOLEOD (N2) as quickly as can be supported using
5MBPS of bandwidth between N1 and N2 Note: this must be
supported but implementation will be part of afollow on
contract

106 | P

The enterprise SAN at N1 must backup/replicate their file
systemsto the NASfile system at the gateway (25% per
gateway) as quickly as can be supported using half aT1
connection between N1 and the gateway Note: thisisa
distributed backup solution

107 | P

Backup solution must support being both file based and
snapshot drive based (Servers need only support file based
backup)

108 | P

Where file based backup occurs the backup of open files must
be supported

109 | P

Enterprise backup solution must subscribe to the enterprise
management solution

110 | P

An enterprise backup test plan must be supplied as part of the
proposal

111

A server farm backup plan must be provided with the
proposal

112

Additionally the following ancillary equipment must be provided:

I. Nortel Passport 8300 Series perimeter switch or equivalent (also to be used in phase 4 gateways) QTY 2 (1 NIPR

and 1 SIPR)

Nortel Passport 8603 3-slot Chassis Bundle. Includes 8003 chassis, one

Current

3-slot AC power supply, one 8691SF Switch Fabric and Routing

Implementation

Software License. (Includes North American power cord). (DS1412E06)

8616GTE Routing Switch Module - 16 port 1000BASE-T Gigabit

Ethernet interface module. (DS1404034)

8648TXE Routing Switch Module. 48 port autosensing 10BA SE-

T/100BASETX Ethernet Layer 3 Switching interface. (DS1404035)
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I1. Nortel Passport 8600 Series backbone switch or equivalent QTY as many as are required to cover all equipment
under this procurement in addition to supporting their current level of saturation

[11. L3 Red Eagle VPN gateways (also to be used in phase 4 gateways) QTY 4 (2 NIPR and 2 SIPR)

IV. Nortel Alteon Firewalls or equivalent (also to be used in phase 4 gateways) QTY 4 (2 NIPR and 2 SIPR)

Current Alteon Firewall 5106 - Non-accelerated ASF with 4x 10/100 Ethernet
Implementation copper ports. (EB1639107)

Check Point EnterpriseU-NG (CPVP-VCT-U-NG)

VPN-1 Pro Gateway (CPMPVPG-U-NG)

V. Nortel Baystack DMZ Switch or equivalent (also to be used in phase 4 gateways) QTY 2 (1 NIPR and 1 SIPR)

BayStack 470-24T Switch - 24 10/100BASE-TX ports plus 2 built-in
GBIC slots and built-in stacking ports. 18 in. stacking cable included.
(Includes North American power cord) (AL 2012E37)

Current
Implementation

3.3 Storage Requirements

3.3.1 Storage Area Network (SAN) — Quantity 2 (1 per farm) A new SAN shall be
implemented that meets the following requirements.

Requirements #

SAN shall be 80 Terabytesin usable capacity and support Raid 5 113 | T
SAN architecture must be scalable to 1000 Terabytes physical capacity and support Raid 5 114 | T
All Firmware, software and components must have the most current update 115 | T
SAN must contain at least 2 FC Switches 116 | T
SAN must be configured to provide 100% redundant FC paths 117 | P
SAN must contain 100% redundant controllers 118 | P
SAN must contain 100% redundant cache of the largest size currently supported 119 | P
SAN components must contain 100% redundant hot swappable power supplieswith adequate | 120 | P
UPS

SAN must be monitored by the Enterprise Management System 121 | P
SAN must support the primary and redundant connection of at |east 24 servers (switchingand | 122 | P
cabling must be included with the network maps and cabling plan)

SAN must be 100% Fiber Channel at the fastest speed supported 123 | P
Must be an all new solution to include 100% redundant paths and all SAN hardware must have | 124 | P
as much redundancy built in as can be currently supported (i.e. controllers, switches, power

supplies, cache) . Existing SAN cannot be leveraged as part of this solution
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3.4 Rack Requirements— All racks shall meet the following minimum technical specifications:
Requirements #
Each rack containing at least 1 server will contain 1 KVM unit 125 | T
Each KVM unit will support all of the serversin that rack 126 | P
Each KVM unit will support keyboard based switching between servers 127 | T
Each KVM unit will contain a17” flat panel TFT display that supports 1280 x 1024 resolution | 128 | T

and 16.19 million colors

Each KVM unit will be no morethan1 U 129 | T
Each KVM unit will use aminiature trackball, not track pad or stick mouse 130 | T
Each Trackball will support the 2 button (right and left click) configuration 131 | P
All racks will be the same color 132 | P
All racks will be either opal (off white) grey, navy blue, graphite, or black 133 | P
All componentsin the rack will be the same color as the rack 134 | P
All open spacein the front of the rack will be covered using metal spacers 135 | P
The front door of the rack will be lockable and TRANSPARENT or grated allowing at |east 136 | P

60% visibility (tinted Plexiglas or glassis acceptable)

Any side doorsto the rack will belockable 137 | P
The sides of all rackswill be closed 138 | P
The back of the rack will be closed but allow for adequate ventilation 139 | P
Each rack will contain adequate active or passive ventilation for the equipment contained 140 | P
therein (Racks do NOT need to be environmental filtered)

Each rack will contain an internal cable management system 141 | P
All serverswill be rail mounted 142 | P
All serverswill have cable guides that will support the exposure of the server onitsrails 143 | P
All racks will support accessto all hardware elements without the components being 144 | P
physically removed from the rack

All racks will be the same height and depth 145 | P
All racks will support 28" FUNCTIONAL SERVER depth 146 [T
All racks will support at least 42U of Height 147 | T
Each rack will contain an internal power distribution system that plugsinto an upstream power | 148 | P
distribution rack and will support 30% power capacity expansion

All KVM switches in the rack will be connected to an upstream KVM unit for the entire farm 149 | P
where switching will be based on rack then server

Each Server farm will contain a60” plasma display fed by the upstream KVM unit that 150 | P
supports at a minimum 1280 x 1024 resolution and 16.19 Million colors

Each server farm will contain a keyboard and mouse fed by the upstream KVM unit 151 | P
Each rack will contain at least 6U of empty expansion space 152 | P

35 Spare Parts Kit Requirements— The following denotes required spare parts kits and the
requirements for these kits;

Requirements #

Every server will have 1 spare parts kit 153 | P
Each kit will enclosed in a semi rugged, transportable case 154 | P
Each kit will be labeled by rack and parent server 155 | P
Each kit will protect all contents using foam matting 156 | P
Each part will be enclosed in an anti-static bag 157 | P
Each kit will include a spare power supply 158 | P
Each kit will include 2 spare RAM chips 159 | P
Each kit will include 1 spare hard drive 160 | P
Each kit will include 1 spare RAID controller (unless controllers for the server are embedded 161 | P
on the mother board)

Each kit for a server containing FC cards will include 1 spare FC card 162 | P
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Each kit for a server containing a Fiber GIG E NIC will include 1 spare NIC 163 | P
Each kit for a server containing a Copper GIG E NIC will include 1 spare NIC 164 | P
Each kit will include any other items deemed appropriate by industry best practice or items 165 | P
known to have over a 75% failure rate

Each kit will include an anti-static grounding strap 166 | P
Each kit will include any special tools required for server access and or part replacement 167 | P
Each kit will contain a bound paper copy of all technical documentation for the server and all 168 | P
additional partstherein.

Each kit will contain a spare parts list for the associated server and contact information for 169 | P

obtaining these parts directly from the manufacturer

Each kit will contain an electronic copy of all technical documentation on CD or DVD forthe | 170 | P
server and all additional partstherein in aformat approved by the COR

Each kit will contain a copy of the applicable warranty information for the server and all 171 | P
additional partstherein

Each kit will contain a copy of the applicable enterprise service agreement information for the | 172 | P
server and all additional partstherein

Every rack will have 1 spare parts kit (for rack and racking equipment only) 173 | P
Each kit will be labeled by rack number 174 | P
Each Kit will contain a spare KVM switch 175 | P
Each kit will contain a spare KVM switch to server cable 176 | P
Each kit will contain a spare KVM switch to KVM unit cable 177 | P
Each kit will protect all contents using foam matting 178 | P
Each kit will include any other items deemed appropriate by industry best practice 179 | P
Each kit will include an anti-static grounding strap 180 | P
Each kit will include any special tools required for rack access and or part replacement 181 | P
Each kit will contain abound paper copy of all technical documentation for the Rack and all 182 | P
additional racking components therein.

Each kit will contain a spare parts list for the rack and contact information for obtainingthese | 183 | P

parts directly from the manufacturer

Each kit will contain an electronic copy of all technical documentation on CD for therack and | 184 | P
all additional racking components therein

Each kit will contain a copy of the applicable warranty information for the rack and all 185 | P
additional racking componentstherein

Each kit will contain a copy of the applicable service agreement information for the rack and 186 | P
all additional racking components therein

3.6 Physical Installation Requirements

3.6.1 Racks-—

Requirements #

NIPRNET Server farm racks will be physically installed and cabled at NAVEODTECHDIV 187 | P
Building 2172 in Room 119 as per an approved racking plan

SIPRNET Server farm racks will be physically installed and cabled at NAVEODTECHDIV 188 | P
Building 2172 in Room 115 as per an approved racking plan

3.6.2 Hardware-
An empty (per server farm (total of 2)) rack that matches the other racks provided will be an additional CLIN.

3.6.3  Power — power management and distribution racks

Requirements #

Each farm will contain power management and distribution racks 189 [ P
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Racks will conform to the requirements set forth in the rack section 190 | P
Requirement removed due to replacement of Backup library with EDBS 191 | P
The SAN must have its own free standing UPS unit or subscribe to afarm UPS system 192 | P
All power distribution racks will provide power conditioning, filtering and surge suppression 193 | P
Each rack will provide 45 minutes of battery power for the equipment in all connected 194 | P
downstream racks

Racks will be engineered to the power requirements of the racks they support with room for 195 | P

30% capacity expansion

Due to the possible weight of these racks once configured, they may be configured ON-SITE 196 | P
at NAVEODTECHDIV; however, their design and specs must be pre-approved and on-site
testing will determine acceptance

If configured on-site all components must be delivered as per the requirements under the 197 | P
deliverables section

Power distribution racks need to support A/B power from the distribution rack to all rack 198 | P
equipment

Each power distribution rack will support no more than 2 downstream equipment racks 19 | P

3.6.4 Cable Management & Labeling

Requirements #
Inter-rack cable management system must be free standing and conform to Diagram 3 200 | P
Inter-rack cable management system must route data cables high 201 | P
Inter-rack cable management system must route power cables low or if routed high must 202 | P
electromagnetically insulate power and data from each other

Inter-rack cable management system cannot be bracketed to the wall or ceiling 203 | P

Inter-rack cable management system must run between and above all racks as per Diagram 3 204 | P

Inter-rack cable management system must be open mesh basket conduit based to support the 205 | P
free breakout of cables from the management system to the internal rack management system

All cables supporting the equipment under this procurement must be properly labeled oneach | 206 | P
end just prior to the connector and must denote source and destination rack, equipment number
and port number (to include patch panel and port number)

All equipment must be labeled by number on the front and back 207 | P

All racks must be labeled by number on the front and back by using an engraved metal plate 208 | P
label

All equipment ports must be labeled by number 209 | P

All cables between racks will run from equipment to patch panel in the same rack; then patch | 210 | P
panel to a patch panel in the destination rack then to destination equipment

All inter-rack cabling will be shielded and plenum based 211 | P

All fiber cables between racks will be 4 strand multi-mode fiber (2 strands activeand 2 spare) | 212 | P

2 strand (Zip cord) will only be used internally to the rack between equipment or equipmentto | 213 | P
patch panel in the same rack

All fiber patch panelswill use ST or SC connectors or to miniaturize and save space MT-RJ 214 | P
connectors are acceptable but cost must be justified

All data cabling between racksin the NIPRNET Farmwill be GREEN 215 | P

All data cabling between racksin the SIPRNET Farm will be RED 216 | P

3.7 Technical Support Requirements

Requirements #

The contractor will pre-register, and where applicable, activate all delivered hardware and 217 | P
software components before delivery, and associate all components with a site technical
support agreement

For software requiring activation or registration that is either not preinstalled or preconfigured, | 218 | P
the vendor will deliver the activation codes with the component (the customer will not be
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burdened with registration or activation of any component)

All components will be registered to
FIRST NAME= JEODNET
LASTNAME= CIO

ADDRESS= 2008 Stump Neck Rd, Indian Head, MD 20640

PHONENUMBER= 301-744-4061
EMAIL=Trouble.Call.Desk @JEODNET.mil.

No other information can be provided during the registration process without specific prior

approval from the COTR

219 | P

All delivered components will fall under a5 year on-site enterprise service agreement for 220 | P

JEODNET

The onsite address for the components under this phase for the service agreement will be 221 | P

NAVEODTECHDIV 2008 Stump Neck Rd, Indian Head, MD 20640, 301-744-4061

The Enterprise service agreement will have a4 hour maximum on-site response timefromthe | 222 [ P

point of initial contact between JEODNET and the service organization

The Enterprise service agreement will specify overnight same day shipping for repair and 223 | P

replacement parts BEFORE the return of the defective or broken part

Warranty coverage for all components will be extended to a5 years 224 | P

Warranty coverage will begin upon initial acceptance of ALL components (material CLINS) 225 | P

under this phase of procurement (Note — final acceptance will not occur until phase 2)

Service Agreement Coverage will begin upon delivery of componentsto NAVEODTECHDIV | 226 | P

as per the delivery requirements

40 Deliverables

Material racks prefabricated with all equipment as
per the approved racking plan and sections 4.2 and
4.3 of this SOW

45 calendar days from receipt of purchase order for
the CLIN representing that rack

Applicable Software/Hardware Licenses and
activation codes organized and delivered with
original installation media (and a master listing of
all installation and activation codes) as a package

End of phase 1 (10 working days from the delivery
of all racks procured by CLIN under this phase), a
working copy of installation media with installation
Jactivation codes will be delivered with the rack
containing the equipment upon which the
software/component isinstalled

Template for delivery of final support
documentation for approval

30 calendar days from contract award

Final Support documentation as per section 4.1

10 working days from the completion of phase 1

Intra-Rack Cable Management System

45 calendar days from contract award

Spare Parts Kits

10 working days from initial acceptance of the rack
(CLIN) to which they pertain

Engineering Meeting Minutes

AsRequired

Engineering Artifacts

As Required/Requested

Server Baseline Configuration per server type for
pre-approval

15 working days from contract award

4.1 Support Documentation Requirements— The following support documents are required to support

thistask and delivery:

Requirements #
Technical specification documentation must be delivered in PDF format for all materials and 227 | P
components thereof

Rack configuration maps must delivered in HTML format 228 | P
Rack configuration maps must link to server and equipment configuration mapsin HTML 229 | P

format
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Final server and equipment configuration maps must link to the technical specs of each piece 230 | P
of equipment and any additional parts

Cable diagrams must be provided per server farm 231 | P

All technical documentation delivered electronically must be on CD/DVD-ROM and delivered | 232 | P
to both the JEOD-KTOD-ACTD CTO

Electrical Diagrams must be provided per server farm 233 | P

A template for development and delivery of all final maps, diagrams and tech specs must be 234 | P
pre-approved before final delivery

Final Component Baseline Configuration Documentation (broken down by rack, 235 | P
Hardware/software and element) must be provided
A final storage and FS map must be provided per server farm 236 | P

4.2 Materials Pre-1nspection Requirements

Requirements

All fully configured racks per CLIN will be pre-inspected by the offeror and COR prior to shipment or
should physical discrepancies be found pertaining to rack configuration or the condition of the rack and its
components, the vendor will assume all costs associated with the return of the rack, component or on-site
correction of the discrepancy

Racks shall be inspected at the fabrication point

4.3 Materials Delivery Requirements

Requirements

Only appropriate JEOD representatives can sign for delivery when items delivered to NAVEODTECHDIV
(list of approved representatives will be provided by the government

Under NO circumstances can a government contractor sign for final delivery of any itemsto
NAVEODTECHDIV

Under NO circumstances will signed delivery be considered acceptance

All racks with the possible exception of power distribution racks will be prefabricated with all components
(racking, cable management, intrarack cables, servers and other hardware), except for those preinstalled
componentsindicated in Diagram 1 that the vendor is not responsible for.

All materials should be addressed to:

ITC (SW) Robert J. Gaskill

ACTD DET BLDG 2172
NAVEODTECHDIV

2008 Stump Neck RD

Indian Head M D 20640

For final delivery to NAVEODTECHDIV

In the event of the demise of the contractor, the contractor shall make available to the Government the
documentation/data rights necessary to produce and support the current delivered components aswell as spare and
repair parts.

4.4 Labor

The government accepts the fact that certain installation tasks cannot be completed therefore final acceptance tests
cannot be conducted until the current server farms are set out of service and the migration phase set forth under
phase 2 (option 1) of this SOW is executed. In lieu of thisfact, the following concessions must be made by the
government;

Labor required for the completion of phase 1 while executed and charged during phase 2 will not be drawn from the
pool of labor required to meet the requirements of phase 2 as these efforts overlap but are not intertwined.



NO00174-05-R-0004



NO00174-05-R-0004

5. Phase 2 Tasks, Requirements and Deliverables

51

Tasks - The contractor shall deliver the materials outlined in this phase, and will provide 300
hours worth of on-site technical support to assist the government with the migration of all data,
services and applications currently residing on the 2 existing server farms onto the 2 new farms
covered under phase 1. Labor in support of phase 1 tasks shall not be applied against this pool of
labor.

5.1.1 DataMigration - The contractor will assist with the development, planning and
implementation of the logical configuration of all storage and backup systems within both
server farms. This effort will be coordinated with JEODNET System Administrators.
The configuration and implementation plans for these systems must be approved by the
JEOD-KTOD-ACTD CTO prior to implementation. The contractor will assist
JEODNET System Administrators with the physical migration of dataform existing
storage systems onto the new systems covered under section 2, and will assist with
placing the old systems out of service. The contractor will document the final
configuration of all storage and backup systems prior to final acceptance and perform
acceptance testing with JEODNET System Administrators. Only the JEOD-KTOD-
ACTD CTO cansign for final acceptance

5.1.2  Service/Application Installation - The contractor will support JEODNET System
Administrators with the installation and migration of advanced services and applications
from the old server farmsto the 2 new farms covered under phase 1 and the removal of
the old server farms from active service. The contractor is not responsible for designing
the implementation of these services/applications however, the contractor isresponsible
of assisting the government with the migration of these services/applications from the old
farms to the new farms under the supervision and direction of JEODNET System
Administrators. These Services/Applicationsinclude

DNS

DHCP

Certificate Services
Exchange Server 2003
Oracle 9i

SQL 2000

RIS

Active Directory

RAS

NN TN T N N, T, T BN

5.1.3  Final acceptance of Phase 1 - The contractor is responsible for installing services and
applications set forth in phase 1 but deferred to this phase, and conducting all final
acceptance test that could not be performed during phase 1 due to incomplete
configuration. Final acceptance for all phase 1 materials and tasks will occur during this
phase as per the approved acceptance plan. The government shall not be charged for
labor related to this task and the hours required to complete this task will not count
against the 300 hour pool. Installation and configuration hours required to enable the
completion of thistask must be charged against the applicable phase 1 CLIN. Should the
government choose not to exercise option 1 initial acceptance under phase 1 will be
considered final acceptance

5.1.4  Update Support Documentation— The contractor shall update all support documentation
to reflect the server and service configuration additions/ changes that occurred during
phase 2.
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5.2 Materials & Requirements— The following software shall be provided under this phase
Oracle 9i Enterprise — QTY 2 licensed per CPU
Microsoft Exchange Server 2003 Enterprise Edition— QTY 2 No CAL licenses required
Microsoft SQL Server 2000 Enterprise Edition— QTY 2

53 Deliverables

Software Licenses 10 working days from DO per CLIN
Final SAN Configuration Documentation 10 working days from end of phase 2
Final Acceptance Test Documentation 10 working days from the end of phase 2
Updated Equipment Configuration Documentation 10 working days from the end of phase 2
Updated Rack configuration maps 10 working days from the end of phase 2
Meeting Minutes Asrequired
5.4 Labor - the following labor categories are anticipated to support solution engineering and

materials installation during this phase of procurement. Refer to the Key Personnel Qualifications
document for alist of minimum qualifications per category

0 System Administrator — Storage Solutions Specialist
0 Network Engineer — M SCE
o0 Project Manager
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6. Phase 3 Tasks, Requirementsand Deliverables (Option I)

6.1 Tasks

6.1.1  The contractor will architect, implement and operationally test an enterprise management
system for both JEODNET's NIPRNET and SIPRNET enclaves as per the requirements

set forth in this section.

6.1.2  The contractor will architect, implement and operationally test an enterprise intrusion

detection system for JEODNET' s NIPRNET enclave only, as per the requirements set

forth in this section
6.2 Requirements

6.2.1  Enterprise Management System

Requirements #
Enterprise management software shall be capable of monitoring the status of all equipment covered 237 | P
by phases 1 and 4 and software covered phases 1, 2 and 4 of this SOW
System will be capable of monitoring and managing eguipment at other nodes 238 | P
System will not use SNMP to monitor items covered by phase 1 and 4 239 | P
System will be capable of using SNMP to monitor equipment not covered by this procurement 240 | P
System will consist of an intuitive visual Ul for displaying a network map and the status of the 241 | P
equipment on that map
System must be demonstrated to and approved by the JEOD-KTOD-ACTDs CTO prior to 242 | P
procurement
System must be capable of monitoring Oracle 9i 243 | P
System must be capable of monitoring Exchange Server 2003 244 | P
System must be capable of monitoring all variants of Microsoft Windows Server 2003 covered by 245 | P
phases 1 and 4
System must be capable of monitoring SQL 2000 server 246 | P
System must be capable of monitoring network traffic and saturation 247 | P
System must be capable of monitoring the power distribution racks 248 | P
System must be compatible with ALTIRIS for managing and monitoring workstations 249 [P
System must be capabl e of establishing service maps and monitoring the services provided by 250 [P
JEODNET
System must contain or be able to feed upstream help desk service related software 251 | P
Support agreements will conform to section 3.7 252 | P
System must be capable of audit log reduction 253 | P

6.2.2  Intrusion Detection

Requirements #
System must be able to query, concatenate and analyze the activity of various system event and 254 | P
security logs
System must be able to profile network activity 255 | P
System must be able to match network attack activity profilesto actual network activity 256 | P
System must be able to detect intrusion related activity 257 | P
System must be able to initiate configurable responses to suspected attacks or intrusion activity 258 | P
System must support tiered levels of response 259 | P
System must be capabl e or remote notification of SYS ADMIN personnel 260 | P
System must support evidence collection pertaining to intrusion activity 261 | P
System mu st be capabl e of initiating hostile/active responses to and toward entities conducting a 262 P
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suspected attack

System must be demonstrated to and approved by the JEOD-KTOD-ACTDs CTO prior to 263 | P
procurement

Support agreement will conform to section 3.7 264 | P
System must be capable of audit log reduction 265 | P

6.3 Deliverables

Enterprise Management System 30 calendar days from the time the DO isissued for
the CLIN

Enterprise Management System Modules 7 calendar days from thetime DO isissued for the
CLIN

Intrusion Detection System 30 calendar days from the time the DO isissued for
the CLIN

Intrusion Detection System Modules 7 calendar days from the time the DO isissued for
the CLIN

Support Documentation for the Enterprise 5 working days from the compl etion of phase 3

Management System and Intrusion Detection

System

Configuration Documentation for the Enterprise 5 working days from successful completion of the

Management System and Intrusion Detection Operational Acceptance Test

System

Meeting Minutes Asrequired

Architecture/Engineering Artifacts As required or requested

Sections 4.2 and 4.3 apply to all deliverables under thisphase.
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7. Phase 4 Tasks, Requirements and Deliverables (Option I1)

7.1 Tasks - The contractor will deliver, install (on-site) and baseline configure materials for 4 regional
gateway sties (each site having aNIPRNET and SIPRNET Implementation) as outlined by the
following requirements.

7.2 Requirements

7.2.1  Gateway Implementation (Note: Each gateway contains a physically separate but
identical NIPRNET and SIPRNET implementation. All implementations at all gateway
node locations are to beidentical. For clarity this means there will be 8 actual
implementations. These requirements define the minimum technical specifications for 1
implementation as all 8 are to be the same)

Requirements #
Each implementation must fit in no more than 3 42U high racks with a28” FUNCTIONAL 266 | P
SERVER depth
Racks must comply with section 3.4 with the exception of upstream KVM & Power management 267 | P
reguirements and gateway racks must be environmentally controlled
Gateway must contain a UPS unit that is capable of providing 45 minutes of battery life, power 268 | P

distribution, conditioning and surge suppression for all equipment in the racks

Each Gateway must contain 2 24 port 100baseT Nortel Bay Stack switches (or equivalent) that are 269 | P
capable of port teaming (see ancillary equipment under phase 1)

Each Gateway must contain 2 Nortel Alteon Firewall devices or equivalent (see ancillary equipment | 270 | P
under phase 1)

Each firewall device must use checkpoint firewall software or equivalent and subscribe to the 271 | P
enterprise firewall management software (IDS) at N1 (see ancillary equipment under phase 1)

Each Gateway must contain 2 (NSA Certified) SafeNet Red Eagle HAIPE VPN gateway (see 272 | P
ancillary equipment under phase 1)

Each VPN gateway device will subscribe to enterprise VPN management software at N1 273 | P
Each Gateway must contain 5 type 1 servers 274 | P
Each Gateway must contain 3 type 2 servers 275 | P
Each Gateway must contain 2 F5 3DNS Servers with Big IP 276 | P
Each Gateway must contain 1 Enterprise Storage System with a minimum of 40 TB Usable capacity | 277 | P

(scalableto 100TB usable)

Storage system can be either Fiber Channel, SCSI or ATA and must support Raid 5 278 | P
Storage system must contain redundant power suppliesfor all components 279 | P
Storage System Raid controller must contain redundant cache of the largest capacity supported 280 | P
Storage system must connect using 100% redundant paths to the type 1 server cluster and type 2 281 | P
server

All serverswill attach to their appropriate switch (information to be provided after contract award) 282 | T
using 2 100baseT teamed NICS

Spare parts kits must be provided as defined under section 3.4 283 | P
Cable labeling and management must conform to section 3.5.4 284 | P
All Hardware must be physically installed and cabled within the rack 285 | P
All materials must be covered by technical support and warranties as defined in section 3.6 286 | P
Each implementation must make use of enterprise management system and enterprise intrusion 287 | P

detection system as defined in section 6

F5 3 DNS Mandatory configuration (QTY-2 per gateway)

Part # Description
F5-3DNS A339294 3-DNS Controller 520
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F5-SVC-BIG-PRE

A339234 Annual Premium Service-5

F5-INST-BIG-1

A?255681 Install/Config - Basic Products

7.3 Deliverables

N3.1 NIPRNET Gateway Node

45 calendar days from issue of DO against this
CLIN

N3.1 SIPRNET Gateway Node

45 calendar days from issue of DO against this
CLIN

N3.2 NIPRNET Gateway Node

45 calendar days from issue of DO against this
CLIN

N3.2 SIPRNET Gateway Node

45 calendar days from issue of DO against this
CLIN

N3.3 NIPRNET Gateway Node

45 calendar days from issue of DO against this
CLIN

N3.3 SIPRNET Gateway Node

45 calendar days from issue of DO against this
CLIN

N3.4 NIPRNET Gateway Node

45 calendar days from issue of DO against this
CLIN

N3.4 SIPRNET Gateway Node

45 calendar days from issue of DO against this
CLIN

Support documentation as per section 4.1

10 working days from acceptance of node
implementation.

Meeting Minutes

AsRequired

Engineering / Architecture Artifacts

Asrequired / requested

Applicable Software/Hardware Licenses and
activation codes organized and delivered with
original installation media (and a master listing of
all installation and activation codes) as a package

45 Calendar days from issue of DO against the
associated gateway node CLIN

Cable Labeling Plan for final approval

10 working days from contract award

Template for delivery of final support
documentation for approval

10 working days from contract award

Spare Parts Kits

60 calendar days from issue of DO against the
associated gateway node CLIN

Sections 4.2 and 4.3 apply to all deliverables under this phase with the exception of the delivery address.
Materialswill be shipped directly to the gateway sites. Addresseswill be provided to the contractor when this
option and the appropriate CLINswithin are exer cised/procured by the gover nment.

74 Labor — the following labor categories are anticipated to support solution engineering and
materialsinstallation during this phase of procurement. Refer to the Key Personnel Qualifications
document for alist of minimum qualifications per category.

System Administrator — Storage Specialist

System Administrator — Server Hardware Specialist
System Administrator - General

Network Engineer — M SCE

Project Manager

O OO0 0O
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Government Furnished Property/Material (GPM/GFM) - The government will furnish publications, forms and
other documentation as necessary for the contractor to perform under this Statement of Work. |If the contractor
works on government site, the government will provide paper and other consumabl e office supplies used at
government facilities. If the contractor works on the government site, the government will make available for
contractor use furnishings, computer and networking capabilities, and service provider agreements to support
the tasks described in this SOW. Aspects of the JEODNET are classified. Upon verification of contractor
clearances, the government will provide access on a need to know basisto information. The highest level of
classified information pertaining to the JEODNET is Secret.

Security - The highest level of classified information processed by the JEODNET is Secret. All Contractor
Personnel shall be US Citizens moreover, they shall speak English fluently. Additionally all personnel
associated in any way with any task covered by this SOW will possess at a minimum secret level clearance
upon task start date.

10.0Hourswill normally be 8 hours per day, 5 days per week, and may include Government holidays. Contractor

personnel shall not work more than 40 hours per week however, work may be conducted during any time of the
day therefore a 9a-5p schedule is not implied nor will work performed outside these hours be grounds for
overtime.

11.0Travel — Travel to NAVEODTECHDIV and overseas will be required. Personnel assigned to overseas travel

shall be fluent in English, able to gain accessto any country, and possess a current US passport. Travel is
anticipated as follows

Phase 1 — Estimate adequate travel to support all on-site tasks at NAVEODTECHDIV
Phase 2 — Estimate adequate travel to support all on-site tasksat NAVEODTECHDIV
Phase 3 — Estimate adequate travel to support all on-site tasksat NAVEODTECHDIV
Phase 4 — Estimate travel adequate to support 1 week on-site to support the delivery and installation of

material CLINS in the 4 regions stated under phase 4 (Asia-Japan, Europe-Italy, Hawaii-Ohau, and the
Middle East-Bahrain).
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Security Requirements Traceability Matrix
for
JEODNET
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Levelsof Concern - Integrity

DCID Para

Stated Requirement

C&A
Evaluation

5B.2.a3

[Changel] [A system operating at the Medium Level-of-Concern for integrity shall
implement] Change Control that includes:

a. Mechanisms that notify users of the time and date of the last change in data
content.

b. Procedures and technical system features to assure that changes to the data or to
security-related items are:

1. Executed only by authorized personnel.

2. Properly implemented.

Initiative
Implementation

The Windows OS keeps track of the date and time of last modification of datafiles.
DAC file protections can be set to restrict modifications to authorized personnel.
Changesto datafiles are audited as well.

5B.2.a4

[CM1] [A system operating at the Medium Level-of-Concern for integrity shall
implement] Configuration Management (CM) that includes:

a. Policiesthat assure the effectiveness of storageintegrity.

b. Proceduresto assure the appropriate physical and technical protection of the
backup and restoration hardware, firmware, and software, such as router tables,
compilers, and other security-related system software.

Initiative
Implementation

The JEODNET CM Plan addresses maintaining version control of software,
firmware, and hardware for deployed systems.

The JEODNET CCB must approve all changes made to the baseline software. The
HF CCB approves changes made to the configuration deployed for HF. In
addition, logs are kept to document all maintenance activities, including changes to
configuration files.

5.B.2.a5 [CM2] [A system operating at the Medium Level-of-Concern for integrity shall
implement] Configuration Management that includes:
a. A CM Plan, including:
1. Policiesthat assure storage integrity.
2. Procedures for identifying and documenting system connectivity, including any
software, hardware, and firmware used for all communications (including, but not
limited towireless, IR, etc.).
3. Procedures for identifying and documenting the type, model, and brand of
system or component, security relevant software, hardware, and firmware product
names and version or release numbers, and physical locations.
b. A CM process to implement the CM Plan.

Initiative The JEODNET Enterprise SSAA calls out the CM Plan and all other policy

Implementation

documents that define the policies and procedures for maintaining software
configuration control for JEODNET. The Enterprise SSAA identifies the software,
hardware and firmware versions for the Enterprise deployed system and the Node
SSAA package calls out these products asimplemented at every node location.
Changes to the deployed system must be approved by the JEODNET CCB.

5.B.2.a.6 [Integrty2] [A system operating at the Medium Level-of-Concern for integrity shall
implement] Data and software storage integrity protection, including the use of
strong integrity mechanisms (e.g., integrity locks, encryption).

Initiative Storage integrity is provided by the NTFS journaling file system under Windows.

Implementation

5.B.2.a7 [Integrty3] [A system operating at the Medium Level-of-Concern for integrity shall
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DCID Para Stated Requirement C&A
Evaluation
implement] Integrity, including the implementation of specific non-repudiation
capabilities (e.g., digital signatures), if mission accomplishment requires non-
repudiation.
Initiative Digital signatures are used to cryptographically bind the label markings to the data

Implementation

for transmission over web services. This provides both source authentication and
validates the message integrity.

5.B.2.a8 [MalCode] [A system operating at the Medium L evel-of-Concern for integrity
shall implement] Proceduresto prevent the introduction of malicious codeinto the
system, including the timely updating of those mechanisms intended to prevent the
introduction of malicious code (e.g., updating anti-viral software).

Initiative Norton Antivirus Corporateisinstalled and run on all JEODNET servers. Virus

Implementation

protection isregularly updated. Accessto removable mediais limited to privileged
users. For further details refer to the JEODNET Enterprise SSP and Enterprise
Contingency Policy, for detailed information on implementation at any node
location refer to the SSAA appendix and contingency plan for the node site.

5.B.2.b.1 [Validate] [The following assurance shall be provided for a system operating at a
Medium Level-of -Concern for Integrity:] Security Support Structure Validation,
including procedures or featuresto validate, periodically, the correct operation of
the hardware, software, and firmware elements of the Security Support Structure.

Initiative Security test plans and procedures are developed. Tests are performed as part of

I mplementation

security accreditation.

In addition, periodic | SS scans are performed to ensure security patches are
installed and security features are performing correctly. Audit review provides
additional assurance. Responsibility for initiating and tracking updates resides with
the JEODNET Enterprise Management System

5.B.2.b.2 [Verifl] [Thefollowing assurance shall be provided for a system operating at a
Medium Level-of -Concern for Integrity:] Verification by the ISSM that the
necessary security procedures and mechanisms arein place; testing of them by the
I SSM to ensure that they work appropriately.

Initiative Security test plans and procedures are developed. Security tests are performed and

Implementation

results verified by the CTO and DAA for new releases of the software/hardware.
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Levelsof Concern - Availability

DCID Para Stated Requirement C&A
Evaluation
6.B.2.al [Avail] [A system operating at the Medium Level-of-Concern for
Availability shall implement] Processes and proceduresto allow for the
restoration* of the system.
[* Restoration of serviceisanecessary function to guard against both
natural disasters and denial-of-service attacks.]
Initiative JEODNET isinstalled on multiple redundant servers so functionality can

Implementation

be quickly restored by automatic failover where configured or modifying
the configuration to run on the alternate server. The original server can
then be repaired or reinstalled and either be switched back to or remain as
an alternate server.

6.B.2.a2

[Backup3] [A system operating at the Medium Level-of-Concern for
Availability shall implement] Backup storage that islocated to allow the
prompt restoration of data. If required by the DAA, there shall additionally
be off-site backup storage of the data, as per approved SSP; such storageis
intended to enable recovery if asingle event eliminates both the original
data and the on-site backup data. If regular off-site backup is not feasible,
as, for example, on aship at sea, alternative procedures, such a secure
transmission of the datato an appropriate off-site location, should be
considered.

Initiative
Implementation

The JEODNET software, data and configuration files can be quickly
restored from the installation CD or from the Enterprise Distributed
Backup System.

6.B.2.a3

[Backup5] [A system operating at the Medium Level-of-Concern for
Availability shall implement] Backup procedures to allow the restoration
of operational capabilities with minimal loss of service or data. These
procedures shall require:

a. Frequent backups of data.

b. To the extent deemed necessary by the DAA, assurance that the system
state after the restore will reflect the security-relevant changesto the
system between the backup and the restore.

c. Assurance that the availability of information in storage is adequate for
all operational situations, and that catastrophic damage to any single
storage entity will not result in system-wide loss of information. These
policies shall include, among others, procedures for ensuring the physical
protection of operational and backup media and equipment, and for
ensuring the continued functionality of the operational and backup media
and equipment.

d. Restoration of any security-relevant segment of the system state (e.g.,
access control lists, cryptologic keys, deleted system status information)
without requiring destruction of other system data.

Initiative
Implementation

The JEODNET software, data and configuration files can be quickly
restored from the installation CD or from the Enterprise Distributed
Backup System. No data is considered perishable.

6.B.2.a4 [Commun] [A system operating at the Medium L evel-of-Concern for
Availability shall imp lement] Communications capability that provides
adequate communications to accomplish the mission when the primary
operations communications capabilities are unavailable.

Initiative JEODNET is completely dependent on the NIPRNET and

Implementation

SIPRNET/NIPRNET. However JEODNET employs redundant
communications circuits between all key infrastructure node locations and
all server equipment within those locations. JEODNET has engineered for
no single point of failure on the network level (does not include
workstations) at all Key infrastructure sites (N1, N2 and all N3s)

6.B.2.a5

[Maint] [A system operating at the Medium L evel-of-Concern for
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Availability shall implement] Maintenance procedures that include
preventive maintenance, scheduled to maximize the availability of the
system, and thus to minimize interference with the operation of the
system. Planning for maintenance shall include at least:

a On-call maintenance.

b. On-site diagnostics.

c. Control of Remote Diagnostics, where applicable. (See para. 8B.8.d, for
adiscussion of remote diagnostics.)

Initiative
Implementation

JEODNET will provide installation and maintenance guides for the
system. Maintenance and diagnostics will be performed both
automatically by the Enterprise Management System and manually by
support personnel at the site of deployment.

6.B.2.a6

[Powerl] [A system operating at the Medium Level-of-Concern for
Availability shall implement] System Availability, including, by default
for amulti-user system, conditioned, battery-backed power adequate to
allow the system to be fail -soft. If the system is multi-user, the decision
not to use an Uninterruptible Power Supply (UPS) for the system shall be
explicit.

Initiative
Implementation

JEODNET serverswill use 3 tiers of power protection
1. A and B side power
2. Backup generator capable of sustaining 8 hours of data center
operations
3. anUPSsystem to alow time for graceful system shutdown
initiated by the UPS system on all equipment that can accept
shutdown commands from the UPS system.

6.B.2.a7

[Power2] [A system operating at the Medium Level-of-Concern for
Availability shall implement] System Availability, including, as required
by the DAA, procedures for graceful transfer of the system to an alternate
power source; these procedures shall ensure that the transfer is completed
within the timing reguirements of the application(s) on the system.

Initiative
Implementation

N1 and N2 will have A/B power and backup generators. Alternate power
at N3 sites and beyond will depend on site location.

6.B.2.a8

[Recovery] [A system operating at the Medium Level-of-Concern for
Availability shall implement] Recovery procedures and technical system
features that assure that system recovery isdone in atrusted and secure
manner. |f any circumstances can cause an untrusted recovery, such
circumstances shall be documented and appropriate mitigating procedures
shall be put in place.

Initiative
Implementation

Analysisis performed to ensure that JEODNET recoversin atrusted state.
Recovery isafunction of both the Enterprise Management System,
Enterprise Intrusion Detection System and the Distributed Backup System

6.B.2.b.1 [Cont1] [Thefollowing assurance shall be provided for a system
operating at aMedium Level-of-Concern for Availability:] Contingency
Planning that includes a Contingency/Disaster Recovery Plan.

Initiative Contingency planning is part of an overall risk management plan which

Implementation

must be instituted for all of JEODNET and its deployment locations.
Refer to the Enterprise Contingency policy or specific node Contingency
Plan

6.B.3.a2

[Backup4] [A system operating at the High Level-of-Concern for
Availability shall implement] Backup procedures, including:

a. A capability to conduct backup storage and restoration of data.

b. Frequent backups of data.*

c. At least annual restoration of backup data.

d. Backup storage that islocated to allow the immediate restoration of
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data. There shall additionally be off -site backup storage of the data, as per
approved SSP; such storage isintended to enablerecovery if asingle event
eliminates both the original and the on-site, backup data. If regular off-site
backup is not feasible, as, for example, on aship at sea, alternative
procedures such as secure transmission of the datato an appropriate off-
site location, should be considered.

[*In this context, frequent means after any significant system hardware,
software, or firmware change, and, in any case, no less often than once per
year ]

Initiative
Implementation

The Enterprise Distributed Backup System handles backup and restoration
for all assetsin the enterprise considered to contain non-perishable data,
leveraging the combination of the high capacity SANs and NA S solutions
within the enterprise. This system backsup all dataand systemslocally as
well as remotely and distributes copies of these backups automatically to
other enterprise node locations over the HAPIE conformant VPN tunnels
within the network.

6.B.3.a4

[Backup6] [A system operating at the High Level-of-Concern for
Availability shall implement] Backup procedures, including:

a. Assurance that the system state after the restore will reflect security-
relevant changes to the system between the backup and the restore.

b. Consideration to the use of technical features that enhance data integrity
and availability including, among others, remote journaling, Redundant
Array of Inexpensive Disks (RAID) 1 and above, and similar techniques.

Initiative
Implementation

When security relevant modifications are made to configuration files,
those files are snap-shot and backed up viathe Enterprise Distributed
Backup System.

6.B.3.a.6

[DOS] [A system operating at the High Level-of-Concern for Availability
shall implement] Prevention of Denial of Service Attacks* Where
technically feasible, procedures and mechanisms shall be in place to
curtail or prevent well-known, detectable, and preventable denial of
service attacks (e.g., SYN attack).

[*Only alimited number of denial-of -service attacks are detectable and
preventable. Often, prevention of such attacksis handled by a controlled
interface. (See Chapter 7 for a discussion on controlled interfaces.)]

Initiative
Implementation

Thisishandled by the Enterprise Firewalls and Enterprise Intrusion
Detection System. This system also collects evidence data and where
configured launches counter attacksto subvert the attack

6.B.3.a8

[Monit] [A system operating at the High Level-of-Concern for
Availability shall implement] Periodic testing by the ISSO or ISSM of the
security posture of the IS by employing various intrusion/attack detection
and monitoring tools. The ISSO/M shall not invoke such attack software
without approval from the appropriate authorities and concurrence of legal
counsel. The monitoring tools shall be used for the monitoring and
detection of suspicious, intrusive, or attack-like behavior patterns.

Initiative
I mplementation

Thisisafunction of the Enterprise Management and Intrusion Detection
Systems and is monitored by JEODNET System Administrators

6.B.3.all

[Priority] [A system operating at the High Level-of-Concern for
Availability shall implement] Priority protection that includes no "Deny
Up" (i.e., alower-priority process shall not be able to interfere with the
system's servicing of any higher-priority process).

Initiative
I mplementation

The Windows OS supports process prioritization. Invocation of processes
on JEODNET serversisrestricted to privileged users so threat islimited

6.B.3.b.2

[Cont2] [Thefollowing assurance shall be provided for asystem
operating at a High Level-of-Concern for Availability:] Contingency
Planning, including:
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a. Adequate hardware, firmware, software, power, and cooling to
accomplish the mission when the operational equipment is unavailable.
Consideration shall be given to fault-tolerant or "hot-backup" operations.
The decision whether or not to use these techniques shall be explicit.

b. Regular exercising and testing of the contingency plans. The plansfor
the tests shall be documented in the Contingency/Disaster Recovery Plan.

Initiative JEODNET supports contingency planning by allowing failover to
Implementation | redundant software on alternated hardware. Refer to the Enterprise
Contingency Policy and node contingency plans.
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7.B.2[NRO g

NRO - Enclave Security Policy - *Controlled interfaces must be able to
enforce a documented enclave security policy. Each enclave shall have a
documented security policy.* Each enclave must define who (e.g.
clearances, accesses, citizenship) can access data within the enclave and
specify the set of rules the controlled interface must enforce. Each
controlled interface shall be able to enforce a documented enclave security
policy. For each enclave, providers shall define the authorized services
provided, protocols employed, and information flow through the
controlled interface. NOTE: Protocols and services are not
interchangeable. A file transport service may be authorized using Secure
FTP but not Anonymous FTP. Also one service may be embedded within
another services, e.g., afile transport service provided by a mail-with-
attachments services using the Secure MIME protocol.

Initiative
Implementation

Firewallswill be configured to enforce the deployment site’' s enclave
security policy JEODNET provides a controlled interface by either
requesting a PK | certificate or username and password which can be
authenticated for identification and rolein LDAP. In addition, the
JEODNET Web Services provide Role-Based Access Control restricting
which users may access them using Security Services.

7.B.2[NROb] | NRO - Controlled Interface Security Policy - *Controlled interface
implementation(s) must be defined in accordance with an enclave security
policy.* Providers shall implement controlled interfaces in accordance
with adetailed security concept of operations and a security plan. The
enclave security policy and the set of approved servicesfor each
controlled interface shall be documented in the CM plan. Information to
beincluded in acontrolled interface security policy:
- Purpose and objective of controlled interface
- Source /Destination sub-networks and/or host systems
- Authorized services (protocols) permitted through the controlled
interface per the enclave security policy
- Policy for access by authorized users from external locations
- Sensitivity level of the information
- Handling caveats
- Identification of direct and indirect users
- User need-to-know, authorization, and clearances
- Identification of data owner(s)
- Mission criticality
- Requirements for integrity and availability

Initiative Firewalls and the Enterprise Intrusion Detection System will be configured

Implementation

to enforce the deployment site’s enclave security policy.
LDAP entrieswill identify valid users and their roles. Modifications of
JEODNET configuration files are restricted to privileged users.

7.B.2al Controlled Interface Modifications- [The DAA shall ensure that]
M echanisms or procedures exist to prohibit general users from modifying
the functional capabilities of the Controlled I nterface.

Initiative Firewalls, LDAP entries, and JEODNET configuration files can only be

Implementation | configured by authorized personnel.

7.B.2.a2 Controlled Interface Monitoring - [The DAA shall ensure that]
Automated mechanisms are employed that can monitor the Controlled
Interface for symptoms of failure or compromise. The mechanisms shall
be protected against failure or compromise.

Initiative Thisisafunction of the Enterprise Managements System and Enterprise

Implementation | Intrusion Detection System

7.B.2.a3 Controlled Interface Protection - [The DAA shall ensure that] The

Controlled Interface is physically protected.
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Initiative
Implementation

Firewalls and serverswill be inside the physical security of the
deployment site and protected from access by unauthorized personnel.

7B.2b

Routing Information Protection- Routing information, employed for
either controlling the release of outgoing information or the delivery of
incoming information, shall be supplied or alterable only by the Security
Support Structure of the Controlled Interface.

Initiative
Implementation

Firewall configuration and LDAP entries are protected from alteration by
unauthorized personnel.

7B.2.c

Controlled Interface Configuration and Location- Each Controlled
Interface shall be configured and located to facilitate its ability to provide
controlled communi cation between the interconnected systems.

Initiative
Implementation

Site dependent however, modifications can only occur in-band of the
JEODNET VPN system.

7B.2d

Controlled Interface Services - Each Controlled Interface shall be
configured to ensure that all (incoming and outgoing) communications
protocols, services, and communications not explicitly permitted are
prohibited.

Initiative
Implementation

Thisisafunction of both the Enterprise Firewalls and the Enterprise VPN
system

7B.2e

Controlled Interface Testing - Each Controlled Interface shall be tested to
ensure that it satisfies all of the appropriate Controlled Interface criteria
listed in this chapter.

Initiative
Implementation

JEODNET services are tested to ensure they are only accessible by valid
users possessing the proper roles.

7.B.2f

Controlled Interface Configuration Management - The Controlled
Interface shall beincluded in a configuration management program.
Security policies, procedures, etc., shall be documented.

Initiative
Implementation

See the Enterprise SSAA Package and Node SSAA package appendices.

7B.29

Controlled Interface Safeguards- Safeguards shall be provided to assure
that users cannot circumvent technical controls.

Initiative
I mplementation

Web services cannot be accessed without going through the appropriate
Security services/systems.

7.B.2.h

Controlled Interface Auditing - All direct user access to the Controlled
Interface shall be audited.

Initiative
Implementation

All systems and services shall be audited. Audit reduction isafunction of
the Enterprise Management and I ntrusion Detection Systems.

7.B.2i

Controlled Interface Remote Administration - Remote administration of
the Controlled Interface is discouraged. All remote administration of
Controlled Interfaces requires written approval of the DAA. If remote
administration is employed, the session must be protected through the use
of the following techniques:

1. Strong authentication, and either.

2. Physically separate communications paths, or.

3. Logically separated communications paths based upon either.

a NSA -approved encryption; or.

b. NSA -approved encryption and DAA-approved privacy encryption to
provide privacy of the remote administration session.

Initiative All remote admin will be 100% compliant with the JEODNET Remote

Implementation | Admin Policy

7.B.2i.4 Controlled Interface Access- Direct user accessto the Controlled
Interface shall require strong authentication.

Initiative Certificates or strong userl D and Password shall be required

Implementation

7.B.3.cl Controlled Interface Traffic Review - [The Controlled Interface shall]
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Review the classification of all outgoing (i.e., going outside of the
interconnected IS perimeter) traffic based on associated security labels
(where provided) or data content (if applicable) before being released. If
labels are used, the Controlled Interface must maintain the integrity of the
labels.

Initiative Implementation of security services provides assurance that data

Implementation | classification is dominated by user’s clearance.

7.B.3.c.2 Controlled Interface Controlled Release - [The Controlled Interface shall]
Ensure that only traffic that is explicitly permitted (based on traffic
review) is released from the perimeter of the interconnected IS.

Initiative

I mplementation

7.B.3.c.3 Controlled Interface Encryption - [The Controlled Interface shall] Encrypt
(as needed) all outgoing communication (including the body and
attachment of the communication) with the appropriate level of encryption
for the information, transmission medium, and target system.

Initiative SSL used to encrypt web service requests/responses.

I mplementation

7.B.3.c4 Controlled Interface Protection - [The Controlled Interface shall] Ensure
that users and processes in alower protection domain are prevented from
accessing information for which they are not authorized that residesin a
higher domain. In addition, when information at a higher security level is
made availableto alower security level, the information shall be protected
and maintained at the higher security level until it satisfies the traffic
review and controlled rel ease requirements described above.
*|C Thereference above to information at a higher security level being
made available to alower security level isinterpreted as:. ... When
Information _In_ ahigher security level is made available to alower
security level .*

Initiative Refer to cross domain policy and system documentation

Implementation

7.B.3.c.5 Controlled Interface Audit/Logging - [The Controlled Interface shall] Log
al datarelease activities, to include identity of releaser, identity of
recipient, identity of data released, device identifier (id) (e.g., port id),
time, and date of release, modification, or application of security labels.

Initiative Security serviceslog all web service calls as do the services themselves.

Implementation

7.B.3.c.6 Controlled Interface Fail-secure - [The Controlled Interface shall] Ensure
that the operational failure of the Controlled Interface does not result in
any unauthorized release of information outside of the IS perimeter.

Initiative If the security servicesfail, web services are unable to be invoked.

I mplementation

7.B.3d

Controlled Interface Availability Level of Concern- The Availability
Level-of-Concern of each Confidentiality Controlled Interface shall be at
least as high as the lowest Availability Level-of-Concern level of the
interconnected | Ss.

Initiative N/A

I mplementation

7.B.3el Controlled Interface Accreditation- [In addition to the requirements
imposed upon the Controlled Interface, each interconnected IS that is
receiving information shall] Be accredited to process the level(s) and
compartment(s) of information that it receives.

Initiative N/A

I mplementation

7.B.3.e2 Controlled Interface Feature and Assurances - [In addition to the
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requirements imposed upon the Controlled Interface, each interconnected
ISthat isreceiving information shall] Provide the features and assurances
necessary to ensure that information received is made available only to
those authorized to receive the information.

Initiative N/A
Implementation
7.B.4.c Controlled Interface Availability Levelof-Concern - The Availability

Level-of-Concern of each Integrity Controlled Interface shall be at |east as
high as the Availability L evelof-Concern of the IS into which the
information flows are directed.

Initiative N/A
I mplementation
7.B.5 Controlled Interface Isolation and Protection - Unless the DAA providesa

written exemption, the platform underlying the Controlled Interface
mechanism must be able to isolate and protect the Controlled Interface
application.

Initiative N/A
Implementation
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4B.2.al

[Accessl] - [A system operating at Protection Level 2 shall employ]
Access control, including:

a. Denial of physical access by unauthorized individual s unless under
constant supervision of technically qualified, authorized personnel.

b. Procedures for controlling access by users and maintainersto IS
resources, including those that are at remote locations.

Initiative
Implementation

Site dependent. JEODNET is deployed to secure facilities which provide
physical access control. In addition, direct accessto JEODNET serversis
restricted to only privileged users possessing alocal account.

4B.2.a?2

[Access?] - [A system operating at Protection Level 2 shall employ]
Access Control, including a Discretionary Access Control (DAC) Policy.
A system has implemented DA C when the Security Support Structure
defines and control s access between named users and named objects (e.g.,
files and programs) in the system. The DAC policy includes administrative
procedures to support the policy and its mechanisms. The enforcement
mechanisms (e.g., self/group/public controls, access control lists,
communities of interest [COIls], encryption) shall allow usersto specify
and control sharing of those objects by named individuals, or by defined
groups of individuals, or by both, and shall provide controlsto limit
propagation of access rights. The DAC mechanism shall, either by explicit
user action or by default, provide that objects are protected from
unauthorized access. These access controls shall be capable of including or
excluding access to the granularity of asingle user. Access permission to
an object by users not already possessing access permission shall only be
assigned by authorized users.

Initiative
Implementation

Accessto fileson the JEODNET serversis DAC protected by the
Windows NTFS. Only authorized users may modify these protections.
Accessto JEODNET web servicesis protected by role-based
authentication provided by the Policy Decision Service based on LDAP
entries.

4B.2.a3

[AcctMan] - [A system operating at Protection Level 2 shall employ]
Account Management procedures that include:

a. ldentifying types of accounts (individual and group, conditions for
group membership, associated privileges).

b. Establishing an account (i.e., required paperwork and processes).

c. Activating an account.

d. Modifying an account (e.g., disabling an account, changing privilege
level, group memberships, authenticators).

e. Terminating an account (i.e., processes and assurances).

Initiative
Implementation

User accounts are created on an individual basis. User accounts are
assigned one or moreroles. Privileges for agiven user are determined by
the role(s) assigned. Accounts can be administratively locked or
terminated. Account management functionality is restricted to a minimal
number of privileged users possessing appropriate role.

4.B.2.a4.a

[Auditl] -[A system operating at Protection Level 2 shall employ]
Auditing procedures, including:

Providing the capability to ensure that all audit records include enough
information to allow the | SSO to determine the date and time of action
(e.g., common network time), the system locale of the action, the system
entity that initiated or completed the action, the resources involved, and
the action involved.

Initiative
Implementation

Audit events are logged by the Windows OS. Each event identifiesthe
action performed, date and time, user or process involved, and affected
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resources. Additional audit events are logged by the server applications
and security services. Reduction of these logsis afunction of the
Enterprise Management and I ntrusion Detection Systems

4B.2.a4b

[Auditl] -[A system operating at Protection Level 2 shall employ]
Auditing procedures, including:

Protecting the contents of audit trails against unauthorized access,
modification, or deletion.

Initiative
Implementation

Read access, modification, archival, and deletion of audit recordsis
restricted to Security Officers.

4B.2.a4.c

[Auditl] -[A system operating at Protection Level 2 shall employ]
Auditing procedures, including:

Maintaining collected audit data at least 5 years and reviewing at |east
weekly.

Initiative
Implementation

Thisisafunction of the Enterprise Management, Intrusion Detection and
Distributed Backup Systems

4B.2.a4d

[Auditl] -[A system operating at Protection Level 2 shall employ]
Auditing procedures, including:

The system'’s creating and maintaining an audit trail that includes selected
records of:

1. Successful and unsuccessful logons and logoffs.

2. Accesses to security-relevant objects and directories, including opens,
closes, modifications, and deletions.

3. Activities at the system console (either physical or logical consoles),
and other system-level accesses by privileged users.

Initiative
Implementation

These events are all captured in the Windows Security BEvent Log.

4B.2.ab.a

[Audit2] -[A system operating at Protection Level 2 shall employ]
Auditing procedures, including:

Individual accountability (i.e., unique identification of each user and
association of that identity for all auditable actions taken by that
individua).

Initiative
Implementation

The username or Distinguished Name (DN) of the responsible user is
recorded for all audit events. These uniquely identify the user as shared
accounts are not allowed by the security policy.

4B.2.a5.b

[Audit2] -[A system operating at Protection Level 2 shall employ]
Auditing procedures, including:

Periodic testing by the ISSO or ISSM of the security posture of the IS by
employing various intrusion/attack detection and monitoring tools. The
ISSO/M shall not invoke such attack software without approval from the
appropriate authorities and concurrence of legal counsel. The output of
such tools shall be protected against unauthorized access, modification, or
deletion.

*1C A continuously running intrusion detection system is not required for
AUDIT2. Thetoolsreferred to above are widely available commercial
packages that will be run on a periodic, not continuous basis. These tools
should be selected in coordination with your government representative.*

Initiative
I mplementation

Site dependent.

4B.2.a6

[Audit3] -[A system operating at Protection Level 2 shall employ]
Auditing procedures, including:
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At the discretion of the DAA, audit procedures that include the existence
and use of audit reduction and analysistools.

Initiative Audit reduction and analysisis afunction of the Enterprise Management
Implementation | and Intrusion Detection System
4B.2.a7 [I1&AZ2] - [A system operating at Protection Level 2 shall employ] An

I dentification and Authentication (1&A) management mechanism that
ensures aunique identifier for each user and that associates that identifier
with all auditable actions taken by the user. The following must be
specified:*

a. Initial authenticator content and administrative procedures for initial
authenticator distribution.

b. Individual and Group authenticators. (Group authenticators may only be
used in conjunction with an individual/unique authenticator, that is,
individuals must be authenticated with an individual authenticator prior to
use of agroup authenticator).

c. Length, composition, and generation of authenticators.

d. Change Processes (periodic and in case of compromise).

e. Aging of static authenticators (i.e., not one-time passwords or biometric
patterns).

f. History of static authenticator changes, with assurance of non-
replication of individual authenticators, per direction in approved SSP.

g. Protection of authenticators to preserve confidentiality and integrity.

[* Alternative controls, such as biometrics or smart cards, may be used at
the discretion of the DAA. These alternative methods may have similar
requirements. For example, the electronically stored version of biometric
authentication patterns needs to be protected, as do password
authenticators.]

Initiative Aninitial temporary password assignment is made at the time the account
Implementation | is created by the Security Officer and the system will require the user to
change it upon the initial login. Group authenticators are not used in
JEODNET. Passwords are configured to require a minimum of 8
characters, with at least 1 upper case character, 1 lower case character, 1
numeric, and 1 special character. Password aging is set to require new
passwords be selected within 45 days. Password configuration parameters
are set to prevent re-use of previous passwords (set to "remember"
passwords indefinately). Passwords are encrypted for storage by the
Windows OS.

4B.2.a8 [I&A3] - [A system operating at Protection Level 2 shall employ]
Identification and Authentication (I& A). Accessto the IS by privileged
userswho either reside outside of the IS's perimeter or whose
communications traverse data links (extranets, Internet, phone lines) that
are outside of the IS's perimeter shall require the use of strong
authentication (i.e., an |& A technique that is resistant to replay attacks).

Initiative Remote users are authenticated either by providing avalid DoD PKI or
Implementation | JEODNET certificate or username and password. The username or DN
provided islooked up in LDAP for role and clearance information.
Unknown users or users failing authentication (bad PK1 cert or invalid
password) are denied accessto services. Remote users are not allowed
accessto privileged functionality. Security Officer and JEODNET
Administrator functions can only be exercised by direct users.

4B.2.a9 [I1&A4] - [A system operating at Protection Level 2 shall employ]

I dentification and Authentication. In those instances where the means of
authentication is user-specified passwords, the ISSO or ISSM may employ
(under the auspices of the DAA) automated toolsto validate that the
passwords are sufficiently strona to resist cracking and other attacks
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intended to discover auser's password.

Initiative Strong PW checking is enabled.

Implementation

4B.2.a10 [LeastPrv] - [A system operating at Protection Level 2 shall employ] Least
Privilege procedures, including the assurance that each user or processis
granted the most restrictive set of privileges or accesses needed for the
performance of authorized tasks shall be employed.

Initiative Theroles granted a user determine his/her privileges and accesses. There

Implementation

are no super-user accounts. Account and audit management is restricted to
an appropriate role. Installing and running JEODNET servicesis
restricted to JEODNET Administrator role. Policy prevents assignment of
both rolesto same user.

4B.2all [ParamTrans] - [A system operating at Protection Level 2 shall employ]
Parameter Transmission. Security parameters (e.g., labels, markings) shall
be reliably associated (either explicitly or implicitly) with information
exchanged between systems.

Initiative Each SOAP message (request and response) includes alabel marking

Implementation

which is cryptographically bound to the message data viaadigital
signature.

4B.2.al12

[Recovery] - [A system operating at Protection Level 2 shall employ]
Recovery procedures and technical system featuresto assure that system
recovery isdonein atrusted and secure manner. If any circumstances can
cause an untrusted recovery, such circumstances shall be documented and
appropriate mitigating procedures shall be put in place.

Initiative
Implementation

There are currently no known circumstances in which the system will
recover in an untrusted state. If any such possibility isdiscovered, it will
be documented and mitigated.

4.B.2.a13

[ResrcCtrl] - [A system operating at Protection Level 2 shall employ]
Resource Control. All authorizations to the information contained within
an object shall be revoked prior toinitial assignment, allocation, or
reallocation to a subject from the Security Support Structure's pool of
unused objects. No information, including encrypted representations of
information, produced by a prior subject's actionsisto be available to any
subject that obtains access to an object that has been released back to the
system. There must be no residual data from the former object.

Initiative
Implementation

Windows OS prevents object reuse by the implementation of

" Subject/Object Residual Information Protection” as described in the
Windows 2000 Common Criteria Security Target. STIG implementation
also enabl es the wiping of the page file on reboot.

4B.2.al4

[ScrnLck] - [A system operating at Protection Level 2 shall employ]
Screen Lock. Unless there is an overriding technical or operational
problem, aterminal/desktop/laptop screen-lock functionality shall be
associated with each terminal/desktop/laptop computer. When activated, a
screen-lock function shall place an unclassified pattern onto the entire
screen of the terminal/desktop/laptop, totally hiding what was previously
visible on the screen. Such a capability shall:

a. Be enabled either by explicit user action or if the
terminal/desktop/laptop isleft idle for a specified period of time (e.g., 15
minutes or more).

*]C Maximum Idle Time will be 15 minutes*

b. Ensure that once the terminal/desktop/l aptop security/screen-lock
software is activated, access to the terminal/desktop/laptop requires
knowledge of a unique authenticator.

c. Not be considered a substitute for logging out (unless a mechanism
actually logs out the user when the user idle timeis exceeded).

Initiative

After 3 minutes left idle, the user’s screen is automatically locked. Entry
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Implementation

of the user’s password is required to unlock the screen. The user remains
logged on. The screen lock only hides the display and prevents user
keyboard or mouse inputs.

4.B.2.a15

[SessCtrl1] - [A system operating at Protection Level 2 shall employ]
Session Controls, including:

a. Notification to all users prior to gaining access to a system that system
usage may be monitored, recorded, and subject to audit. Electronic means
shall be employed where technically feasible.

b. Notification to all usersthat use of the system indicates (1) the consent
of the user to such monitoring and recording and (2) that unauthorized use
is prohibited and subject to criminal and civil penalties. Electronic means
shall be employed where technically feasible.

*|C The appropriate Department of Justice approved warning statement
will be displayed as part of thelog-in process. Thiswarning will be
persistent and remain until the user takes positive action to acknowledge
the content.*

Initiative
Implementation

The standard JEODNET warning banner is displayed prior to login by
direct users. Thisbanner contains the required warning information, and
remains visible until acknowledged by the operator by a mouse click.

4.B.2.a.16

[SessCtrl2] - [A system operating at Protection Level 2 shall employ]
Enforcement of Session Controls, including:

a. Procedures for controlling and auditing concurrent logons from different
workstations.

b. Station or session time-outs, as applicable.

c. Limited retry on logon as technically feasible.

d. System actions on unsuccessful logons (e.g., blacklisting of the terminal
or user identifier).

Initiative
Implementation

Concurrent logins are not allowed. Session timeoutsonly resultin a
screen lock. After the third unsuccessful login authentication, the system
disallows further attempts for a prescribed time period to inhibit
automated password cracking.

4.B.2.a17

[Storage] - [A system operating at Protection Level 2 shall employ] Data
Storage, implementing at least one of the following:

a. Information stored in an area approved for open storage* of the
information.

b. Information stored in an area approved for continuous personnel access
control (when continuous personnel access control isin effect), i.e., a24-
hour, 7-day-per-week operational area.

c. Information secured as appropriate for closed storage.

d. Information encrypted using NSA -approved encryption mechanisms
appropriate (see paragraph 1.G.1) for the classification of stored data.
[*In the context of storage confidentiality, "approved for open storage”
must include consideration of the possibility of access by all users who
have direct access to the system or network, wherever physically located.]

Initiative
Implementation

Site dependent. Current installations are in secure facilities approved for
open storage.

4.B.2.al18.a

[Transl] - [A system operating at Protection Level 2 shall employ] Data
transmission that implements at |east one of the following:

1. Information distributed only within an area approved for open storage
of the information.

2. Information distributed via a Protected Distribution System* (PDS).

3. Information distributed using NSA -approved encryption mechanisms
appropriate (see paragraph 1.G.1) for the classification of theinformation.
4. Information distributed using atrusted courier.
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[* A PDS provides physical protection or intrusion detection for
communicationslines. A PDS can also provide need-to-know isolation for
communicationslines.]
Initiative Information distribution is limited to NIPRNET and SIPRNET/NIPRNET,

Implementation

SIPRNET/NIPRNET is approved for transmission of data up to Secret
NOFORN which is the highest level data handled by the system.

4.B.2.a18.b

[Transl] - [For asystem operating at Protection Level 2] Dial-up lines,
other than those that are protected with nationally certified cryptographic
devices or PDSs, shall not be used for gaining access to system resources
that processintelligence information unless the DAA provides specific
written authorization for a systemto operate in this manner.

Initiative
Implementation

No access is allowed viadialup lines outside of the means spelled out in
the JEODNET RAS Policy.

4B.2.b.1

[Doc1] - [For a system operating at Protection Level 2,] Documentation
shall include:

a A System Security Plan (see Appendix C).

b. A Security Concept of Operations (CONOPS). (The Security CONOPS
may be included in the System Security Plan). The CONOPS shall at a
minimum include a description of the purpose of the system, a description
of the system architecture, the system's accreditation schedule, the
system's Protection Level, integrity Level-of-Concern, availability Level
of-Concern, and a description of the factors that determine the system's
Protection Level, integrity Level-of-Concern, and availability Level-of-
Concern.

Initiative
Implementation

A System Security Plan has been produced for JEODNET and will be
maintained, including the Security CONOPS.

4B.2.b.2

[Doc2] - [For a system operating at Protection Level 2,] Documentation
shall include guide(s) or manual (s) for the system's privileged users. The
manual (s) shall at aminimum provide information on (1) configuring,
installing, and operating the system; (2) making optimum use of the
system'’s security features; and (3) identifying known security
vulnerabilities regarding the configuration and use of administrative
functions. The documentation shall be updated as new vulnerabilities are
identified.

Initiative
I mplementation

Documentation to guide the privileged users can be foundin the
JEODNET Installation Guide and the System Security Plan.

4.B.2.b.3

[Doc3] - [For a system operating at Protection Level 2,] The DAA may
direct that documentation also shall include:

a. Certification test plans and procedures detailing the implementation of
the features and assurances for the required Protection Level.

b. Reports of test results.

c. A general user's guide that describes the protection mechanisms
provided and that supplies guidelines on how the mechanisms areto be
used and how they interact.

Initiative
Implementation

Certification test plans and procedures are contained in the System
Security Plan. A test report is generated by the DAA representative as
part of certification.

4B.2.b4

[SysAssurl] - [For a system operating at Protection Level 2,] System
Assurance shall include:

a. Features and procedures to validate the integrity and the expected
operation of the security-relevant software, hardware, and firmware.
b. Features or proceduresfor protection of the operating system from
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improper changes.

Initiative
Implementation

The certification test procedures of the SSP can be run to validate the
integrity and operation of security-relevant software. DAC file protections
are used to protect the system from improper changesby restricting access
to privileged users.

4B.2.b.5

[SysAssur2] - [For asystem operating at Protection Level 2,] System
Assurance shall include:

a. Control of accessto the Security Support Structure (i.e., the hardware,
software, and firmware that perform operating system or security
functions).

b. Assurance of the integrity of the Security Support Structure.

Initiative
Implementation

Firmware is password protected and removable media booting is inhibited
inthe firmware. DAC file protections are used to protect the system the
Security Support Structure by restricting accessto privileged users. Audit
review provides additional assurance of the integrity of the Security
Support Structure.

4.B.2.b.6

[Test2] - [For asystem operating at Protection Level 2,] The ISSM shall
provide written verification to the DAA that the system operatesin
accordance with the approved SSP, and that the security features,
including access controls, configuration management, and discretionary
access controls, are implemented and operational.

Initiative
Implementation

Written verification is provided after installation is performed and testing
iscompleted.

4.B.2.b.7

[Test3] - [For a system operating at Protection Level 2,] Additional
testing, at the discretion of the DAA.

a. Certification testing shall be conducted including verification that the
features and assurances required for the Protection Level are functional.

b. A test plan and procedures shall be devel oped and include;

1. A detailed description of the manner in which the system's Security
Support Structure meets the technical requirements for the Protection
Levels and Levels-of-Concern for integrity and availability.

2. A detailed description of the assurances that have been implemented,
and how thisimplementation will be verified.

3. An outline of theinspection and test procedures used to verify this
compliance.

Initiative
Implementation

Initial certification testing is performed in the development facility
following the test plan and procedures of the SSP. Testing isalso
performed on the installed configuration at each operational site as per the
test plan which contains a testing requirement traceability matrix that
traces directly back to this matrix and the system requirements traceability
matrix for all products.

4B.3.a3

[Access3] - [A system operating at Protection Level 3 shall employ]
Access Control, including:

a. Some process or mechanism(s) that allows users (or processes acting on
their behalf) to determine the formal access approvals (e.g., compartments
into which users are briefed) granted to another user. This process or
mechanism is intended to aid the user in determining the appropriateness
of information exchange.

b. Some process or mechanism(s) that allow users (or processesacting on
their behalf) to determine the sensitivity level (i.e., classification level,
classification category, and handling caveats) of data. This process or
mechanism isintended to aid the user in determining the appropriateness

System s
not at
Protection
Level 3.
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of information exchange.
Initiative In HFO4, LDAP entries for usersincluded their citizenship and clearance
Implementation | info. All web service messages bore classification markings
cryptographically bound to the data by the digital signature.
4B.3.a7 [Audit4] - [A system operating at Protection Level 3 shall employ] An System s
audit trail, created and maintained by the IS, that is capable of recording not at
changes to the mechanism's list of user formal access permissions. (Note: Protection
Applicable only if the [Access3] access control mechanism is automated.) | Level 3.
Initiative Changesto LDAP audited.
Implementation
4B.3.a8a [Audit5] - [A system operating at Protection Level 3 shall employ] System s
Auditing procedures, including: not at
Protection
Individual accountability (i.e., unique identification of each user and Level 3.
association of that identity with all auditable actions taken by that
individua).
Initiative Audit records contain either username or DN of user.
I mplementation
4B.3.a8b [Audit5] - [A system operating at Protection Level 3 shall employ] System s
Auditing procedures, including: not at
Protection
Periodic testing by the ISSO or ISSM of the security posture of the IS by Level 3.
employing various intrusion/attack detection and monitoring tools. The
ISSO/M shall not invoke such attack software without approval from the
appropriate authorities and concurrence of legal counsel. The output of
such tools shall be protected against unauthorized access, modification, or
deletion. These tools shall build upon audit reduction and analysistoolsto
aid the ISSO or ISSM in the monitoring and detection of suspicious,
intrusive, or attack-like behavior patterns.
Initiative Thisisafunction of the Enterprise Intrusion Detection System.
Implementation
4B.3.all [I&AB5] - [A system operating at Protection Level 3 shall employ] System s
| dentification and Authentication. In those instances where the users are not at
remotely accessing the system, the users shall employ a strong Protection
authentication mechanism (i.e., an I& A technique that isresistant to replay | Level 3.
attacks).
Initiative DoD PKI certificates or username/password prompts used for & A.
I mplementation
4B.3.a13 [Marking] - [A system operating at Protection Level 3 shall employ] System is
Marking procedures and mechanisms to ensure that either the user or the not at
system itself marks all datatransmitted or stored by the system to reflect Protection
the sensitivity of the data (i.e., classification level, classification category, | Level 3.
and handling caveats). Markings shall be retained with the data.
Initiative In HFO4, all web service messages bore classification markings
Implementation | cryptographically bound to the data by the digital signature.
4B.3.a18 [Separation] - [A system operating at Protection Level 3 shall employ] Systemis
Separation of Roles. The functions of the ISSO and the system not at
manager/system administrator shall not be performed by the same person. | Protection
Level 3.
Initiative Security Officer roleisdistinct from JEODNET Administrator role and
Implementation | are not assigned to sameindividual.
4.B.3.b.6 [SysAssur3] - [For a system operating at Protection Level 3,] System System is
Assurance shall include: not at
Protection
a. Isolating the Security Support Structure, by means of partitions, Level 3.
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domains, etc., including control of access to, and integrity of, hardware,
software, and firmware that perform security functions.
b. Using up-to-date vulnerability assessment toolsto validate the
continued integrity of the Security Support Structure by ensuring that the
system configuration does not contain any well-known security
vulnerabilities.

Initiative

Implementation

4B.3.b.9 [Test4] - [For a system operating at Protection Level 3, the following System s
additional] Testing, as required by the DAA [shall be conducted)]: not at
a. Security Penetration Testing shall be conducted to determine the level Protection
of difficulty in penetrating the security countermeasures of the system. Level 3.
b. An Independent Validation and V erification team shall be formed to
assist in the security testing and to perform validation and verification
testing of the system.

Initiative Certification testing performed by DAA representatives.

Implementation
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7.B.4.b.2 Delivery - [The following integrity policy adjudication feature shall be provided:]
Delivery. Ensure that incoming communications have an authorized user (and, as
applicable, authorized addresses) as a destination.

Initiative Access is authenticated by the role checks performed by the Policy Decision

Implementation | Service.

7.B.4.b.3 Filtering of Communications Protocols/Services - [ The following integrity policy
adjudication feature shall be provided:] Filtering. Support and filter
communications protocol /services from outside the perimeter of the
interconnected | S according to | S-appropriate needs (e.g., filter based on addresses,
identity, protocol, authenticated traffic, and applications).

Initiative Thisisafunction of the Enterprise firewalls and Enterprise Intrusion Detection

Implementation | System.

7.B.4.b.4 Use of Proxies- [The following integrity policy adjudication feature shall be
provided:] Proxies. Support, as appropriate, protocol-mediation software (i.e.,
proxies) that are able to understand and take protective action based on application-
level protocols and associated data streams (e.g., filtering FTP connections to deny
the use of the put command, effectively prohibiting the ability to writeto an
anonymous FTP server).

Initiative

Implementation

7.B.4.b.5 Extensibility - [The following integrity policy adjudication feature shall be
provided:] Extensibility. Where appropriate, provide security support for the
incorporation of additional system services as they become available.

Initiative JEODNET has extensibility as acore tenet. New plug-in components can be easily

Implementation | added, and the security support is easily extended to new capabilities.

7.B.4.b.7 Fail-Secure Mode - [The following integrity policy adjudication feature shall be
provided:] Ensure that in the event of the operational failure of the Controlled
Interface, no information external to the interconnected IS shall enter the | S.

Initiative If the security services/safeguards (PDS, cPDS, etc) fail, access will be denied.

Implementation

7.C2al Web Client Certificates- All certificates* shall be protected via passwords that
adhere to DAA guidelines and may be used in conjunction with some DAA-
approved biometric mechanism.
[*A certificate is an association between an identity and a public key. Certificates
are used as away to verify the authenticity of an organization or individual .]

Initiative Certificates are password/PIN-protected asissued by DoD or JEODNET.

Implementation

7.C2az2 Use of Approved Certificate Authorities- Only DAA-approved certification
authorities* shall issue certificates that are installed on | Ss that process intelligence
information.
[*A Certification Authority is an organization that issues public key certificates.]

Initiative certificate authorities are DAA approved.

I mplementation

7.C.2.a3 Web Client Other Capabilities- If the Web client supports other capabilities (e.g.,
e-mail, collaborative computing, mobile code) in addition to traditional browser
capabilities, then the use of these other capahilities shall be consistent with the
appropriate guidelines stated el sewhere in this manual or as called for by the DAA.

Initiative Web clients are currently restricted to traditional browser capabilities.

I mplementation
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7.C2b Web Client Updates- In addition, as Web client updates that address known
security flaws become available, the | SSO shall ensure that they are implemented
as soon as possible.
Initiative Thisisafunction of the Enterprise Management System

Implementation

7.D.2a

External Server Location - External servers shall be located external to asite's
Controlled Interface (e.g., firewall) or shall be on a network separate from the site's
intranet.

Initiative
I mplementation

All External Serverslocated at all nodes arein the JEODNET DMZ

7D.2b

External Server Programs- The operating services and programs on servers
(external and internal) shall be kept to a minimum, and services that are security
risks (e.g., tftp, rlogin, rshell,) or not required shall be disabled.

Initiative
Implementation

Only necessary services are enabled on JEODNET servers. Risky servicessuch as
ftp and rlogin are disabled accept where approved by JEODNET policy in which
case all instances are 100% policy compliant.

7.D.2.c Dedicated External Servers- The system that supports the server functionality
shall, as much as possible, be dedicated to that purpose.
Initiative Each JEODNET server is dedicated to the services provided.

Implementation

7.D.2d

External Server Security Patches- All operating system, protocol and application
(e.g., FTP and Web) security patches shall be implemented as soon as possible after
they become known and their functionality has been tested.

*|C A log of applied patches shall be maintained for configuration management.*

Initiative
Implementation

Patches for vulnerabilities are implemented based on IAV A and other
recommendations. Patch application is afunction of the Enterprise Management
System once approved for deployment by the JEODNET CMB.

7.D.2e External Server Remote Access- Remote access to servers by privileged users
requires the use of a strong authentication mechanism, and all such accesses shall
be audited.

Initiative Privileged users are currently restricted to direct access to the servers or must be

Implementation

100% compliant with the JEODNET remote administration policy.

7.D.3.a

Public Servers - Public Servers. The information that is placed on apublic server
shall be limited to general access holdings that can be accessed by anyone who has
authorized access to the inter/intranet/L AN on which the server resides. Servers
employed as public servers shall implement all of the requirements stated in
paragraph 7.D.2, above, and no general user accounts shall be permitted on the
server.

Initiative JEODNET Public servers conform to para7.D.2

Implementation

7.D.3.b.1 Restricted Access Servers Security Requirements- The underlying operating
system shall satisfy the confidentiality requirements of Protection Level 2 or
higher, integrity requirements for Basic L evel-of-Concern or higher, and
availability requirements for Basic L evel-of-Concern or higher.

Initiative Servers are configured in accordance with appropriate STIGs to meet these security

Implementation | requirements.

7.D.3.b.2 Restricted Access Servers Secure Web Technology - Web servers shall implement
secure Web technology (e.g., Secure Sockets Layer, Secure HTTP) where capable.

Initiative

Implementation
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7.D.3.b.3 Restricted Access Servers Authentication - Strong authentication shall be required
for all users accessing the restricted servers, and all such accesses shall be audited.
Initiative Users are either prompted for username/password or must present avalid PKI

Implementation

certificate to gain access to the servers. All accesses are audited.

7Eb5a

Mobile Code Registration - All mobile code or executable content employed within
an intelligence intranet enclave shall be registered within that enclave unless the
DAA authorizes otherwise.

Initiative
I mplementation

All mobile codeisdigitally signed and only signed codeis allowed

7E5b

Mobile Code Review - Asfeasible, organizations shall implement a code review
and quality control process for deployed mobile code or executable content and
shall be responsible for the mobile code or executable content that they deploy.

Initiative
Implementation

All mobile code is subject to JEODNET CMB control and QA processes

7E5.c

Mobile Code Deactivation - For those instances where there is no operational need
to download mobile code or executable content, the | SSO or appropriate privileged
user shall configurethe IS or Controlled Interface to prevent the downloading of
mobile code or executable content.

Initiative
Implementation

Only signed Mobile code from a JEODNET trusted sourceis allowed

7E5d

Mobile Code on Mission-critical Systems- Unless awritten exception is granted by
the DAA, organizations shall not run mobile code or executable content on
mission-critical information systems.

Initiative
Implementation

Refer to Mobile Code Policy for JEODNET

7Eb5.e

Mobile Code Download - Downloading of mobile code or executable content from
asystem that processesinformation of adifferent classification level shall only be
permitted if a Controlled Interface appropriately configured to handle such a
download isin place, and with the written approval of the DAA.

Initiative
Implementation

Download of Mobile Code from adifferent enclave is not allowed.

7F1

Encryption and E-Mail - E-mail shall conform to the el ectronic communications
and transmission requirements regarding confidentiality stated elsewherein this
manual. In particular, an e-mail message (and associated attachments) shall be
appropriately encrypted if during its transmission it may be accessible to
individuals who lack either clearance or formal access approval for the information
contained in the e-mail (and associated attachments).

Initiative
Implementation

Refer to JEODNET EMail Policy in the Enterprise SSP

7F.2

Viruses and E-mail —
a. The DAA shall ensure that the threat of virusesin e-mail or attachmentsis
addressed.

b. Where technically feasible the DAA shall require the use of anti-viral
mechanisms to detect and eradicate virusesin incoming and outgoing e-mail and
attachments.

¢. The means employed to address the virus threat shall be stated in the SSP.
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d. The use of anti-viral procedures and mechanisms to detect and eradicate viruses
transported by e-mail or attachments does not relieve the | SSO of ensuring that
there are procedures and mechanisms (e.g., central choke points where diskettes are
scanned for viruses prior to distribution within the |S) in place to safeguard against
virusinfection of the IS from other sources.

Initiative
I mplementation

Norton Antivirus Corporate software is activated on all serversto include Exchange
servers

7.G3.a

Collaborative Comp uting Protection Levels- Collaborative computing mechanisms
shall be hosted only on systems operating at Protection Levels1, 2, and 3, and
between systems that process information of the same classifications. But hosting
collaborative computing mechanisis on systems operating at Protection Level 3
requires the explicit, written approval of the DAA, and the DAA may impose
additional technical or other security saf eguards as needed.

Initiative
Implementation

7.G.3b

Collaborative Computing Remote Activation - Collaborative computing
mechanisms shall not be remotely activated. Activation requires an explicit action
by the workstation user (e.g., in the case of adesktop video teleconference, the user
of the desktop shall be required to take an explicit action to turn on the camera and
microphone, remote users shall not be allowed to activate a user's camera or
microphone remotely).

Initiative
Implementation

No collaborative computing services are provided.

7.G.3.c

Peer-to-Peer Collaborative Computing - Peer-to-peer collaborative computing
mechanisms between systems operating at Protection Level 2 shall be configured to
ensure that only the information on the screen is observable to the remote user.
Information located elsewhere on the workstation shall not be observable, nor shall
the remote user be able to modify or delete any information on the workstation.
These restrictions also apply to any other 1S to which the user'sworkstation is
logically connected (e.g., any logically mounted disks).

Initiative
Implementation

7.G.3d

Collaborative Computing Audio/Video Indication - Collaborative computing
mechanisms that provide video and/or audio conference capabilities shall provide
some explicit indication that the video and audio mechanisms are operating.

*|C If acollaborative computing system uses a camera or microphone, then the
ambient environment may not exceed the classification level of the collaborative
system.*

Initiative
Implementation

7.G.3.e

DAA Approval for Collaborative Computing - Running collaborative computing
mechanisms on mission-critical systemsis discouraged and shall require explicit,
written DAA approval.

Initiative
Implementation

7.G.3f

Collaborative Computing Server Authentication - The server portion of the client-
server collaborative computing mechanism shall authenticate all users or processes
acting on their behalf.

Initiative
Implementation

7.G.39

Collaborative Computing Session Warnings - While conducting a collaborative
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computing session, the user shall take all reasonable measures to ensure that no
sensitive information isinadvertently made either audibly or visually accessible to
the collaborative computing mechanism. Thisincludes advising all personnel in the
immediate area that the collaborative computing mechanism will be operating.
Initiative

I mplementation

7.G.3h

Collaborative Computing Session Disconnection - Once the collaborative session
is completed, the user shall immediately take an explicit action to
disconnect/terminate the collaborative computing mechanism.

Initiative
Implementation

7.G.3l1

Coll Computing Unattended Ops - Users shall not |eave the workstation
unattended while a peer-to-peer collaborative computing mechanismisin progress.

Initiative
I mplementation

8B.1b

Process and Documentation Training - All individuals involved in the Certification
and Accreditation (C&A) process shall be trained in that processand in its
documentation requirements.

Initiative
Implementation

Met by restricting involvement to individuals with prior C& A experience.

8.B.1b.1

Minimum C&A Training Requirements - Asaminimum, [C&A process] training
shall include the following:

a. System security regulations and policies (individuals shall have the ability to
implement and interpret national and agency/department regulations and policies).
b. Common information security technologies and practices.

c. Testing and evaluation techniques.

d. Risk management concepts.

e. Interconnected systems security concepts.

f. Procedures for incident handling.

g. C&A concepts, policies, and procedures.

h. Audit analysis procedures and tools.

Initiative
Implementation

JEODNET CA Training meets these requirements refer to the training plan

8.B.1.b.3

ISSM Training Requirements - In addition to the requirements specified in [DCID
6/3, 8.1.B.1.h.1], ISSMs shall have training in the destruction and release
procedures for systems, components, and media.

Initiative
Implementation

CA training covers this material refer to the training plan

8.B.1b.4

ISSO Training Requirements - In addition to the requirements specified in [DCID
6/3, 8.1.B.1.b.1], ISSOs shall have the following training:

a. How to implement common information systems security practices and
technologies. This training shall include information on support infrastructures,
help teams, and organizations that could assist the SSO.

b. How to implement testing and eval uation procedures.

¢. How to implement configuration management concepts.

d. Destruction and release procedures for systems, components, and media.

e. Other security disciplinesthat affect the | SSO's operations.

Initiative
Implementation

I SSO training meets these requirements refer to the training plan

8.B.1.c.1

Trainina Reauirements for Privileaed Users - Privileaed Users[shall betrained in
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their responsibilities and those of their subordinates], with training to include:

a. How to protect the physical area, media, and equipment (e.g., locking doors, care
of diskettes).

b. How to protect authenticators and operate the applicable system security
features.

C. Security consequences and costs so that security can be factored into their
decisions (manager).

d. How to implement and use specific access control products (system
administrators).

e. How to recognize and report potential security vulnerabilities, threats, security
violations, or incidents.

f. The organization's policy for protecting information and systems and the roles
and responsibilities of various organizational unitswith which they may have to
interact.

g. The system security regulations and policies.

h. What constitutes misuse or abuse of system privileges.

Initiative
I mplementation

trai ning meets these requirements refer to the training plan

8.B.1.c.2

Training Requirements for General Users - General Users[shall betrained in their
responsibilities and those of their subordinates]|, with training to include:

a. How to protect the physical area, media, and equipment (e.g., locking doors, care
of diskettes).

b. How to protect authenticators and operate the applicable system security
features.

c. How to recognize and report security violations and incidents.

d. The organization's policy for protecting information and systems.

Initiative
Implementation

training meets these requirements refer to the training plan

8B.2.al

Marking of Removable Media - Removable information storage media shall bear
external labels indicating the security classification of the information and
applicable associated security markings, such as handling caveats and
dissemination control labels. SSPs shall identify the removable storage mediato be
used with a system. Classified removable media shall be controlled and protected in
amanner similar to that used for classified paper materials. Removable media shall
be marked as classified if the media has ever been used on the classified system,

AND during any use on the system, was writeable (i.e., the write-protect feature
could not be verified).

Initiative
Implementation

Use of removable mediais eliminated where practicable. Removable mediais
labeled with the appropriate classification markings.

8.B.2.ala

Handling of Unmarked Media - In those areas, designated in the SSP, where
classified information is processed, unmarked mediathat are not in factory-sealed
packages shall be protected at the highest level of classification processed within
the facility, until the media has been reviewed and appropriately |abel ed.

Initiative
Implementation

All mediathat is not in afactory-sealed package should bear appropriate markings.
If the markings are missing, the mediawill be handled at the facility high-water-
mark.

8B.2alb

Handling of Unclassified Media - In those areas, designated in the SSP, where both
classified and unclassified information are processed or stored, unclassified media
labels (SF 710) shall be used to identify mediathat contain only unclassified
information.
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Initiative Unclassified media must be marked with the appropriate SF 710 media label.
Implementation
8.B.2.a2 Marking of Non-removable M edia - Non-removable information storage media
shall bear external labels indicating the security classification of the information
and applicable associated security markings, such as handling caveats and
dissemination control labels. If it is difficult to mark the non-removable media
itself, the label s described below may be placed in areadily visible position on the
cabinet enclosing the media.
Initiative Non-removable media or the containing cabinet will bear the appropriate external
Implementation | labels.
8.B.2.a3a External Labels [Protection Levels 1,2,3] - For a system operating at Protection
Level 1, 2, or 3, storage media shall bear external labels indicating the highest
classification level and applicable associated security markings of information ever
processed on the system, unless areliable human review of the medias entire
contentsis performed.
Initiative Storage mediawill bear external labels indicating the system’s highest

Implementation

classification level unless areliable human review is performed of the media’ a
entire contents.

8.B.2.a3.b External Labels [Protection Levels 4,5] - For a system operating at Protection Level
4 or 5, storage media shall be labeled with the classification level and applicable
associated security markings of information on the media.

Initiative N/A

Implementation

8B.2b

Marking Hardware Components - Procedures identified in the SSP shall be
implemented to ensure that all components of an IS, including input/output devices
that have the potential for retaining information,* terminals, standalone
microprocessors, and word processors used as terminals, bear a conspicuous,
external label stating the highest classification level and most restrictive
classification category of the information accessible to the component inthe IS.
This labeling may consist of permanent markings on the component or a sign
placed on the terminal.

[* For example, mice and trackballs do not normally retain information.]

Initiative
Implementation

All components of the system will be marked appropriately.

8B.2.c

Marking Human-Readable Output - Human-readable output shall be marked
appropriately, on each human-readable page, screen, or equivalent (e.g., the proper
classification must appear on each classified microfiche and on each page of text on
thefiche).

Initiative

Implementation

8.B.2.c.1 Banner Page - Except as provided by the DAA, thefirst page of the output (the
banner page) shall include a warning message reminding the person receiving the
output to control every page according to the markings on the banner page until a
reliable human review has determined that the output is marked appropriately.

Initiative

Implementation

8B.2c.la Manual Banner Page - If the capability to provide automatic banner pages does not

exist, procedures shall be developed to mark manually or otherwise assure review
of printed output, as appropriate.
*|C If the capability to provide automatic banner pages does not exist, procedures
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shall be developed to mark individual pages manually (e.g., to mark with a rubber
stamp).*
Initiative
Implementation
8.B.2.c.1.b Distribution of Output - Using procedures approved by the Data Owner or
responsible official, explicit approval shall be obtained from the DAA or his
designee before forwarding output, which has not had a reliable human review for
appropriate security classification and marking, to recipients who do not have
system access. Such approval (s) can be for a specific release, for the overall release
procedure(s), or for both.
Initiative
I mplementation
8.B.2.c.2 Marking Printed Output - Individual pages of output shall be marked as
appropriate either (a) to reflect the classification and applicable associated security
markings of the datathat is printed on each page, or (b) with the highest
classification and all applicable associated security markings of the datathat isto
be printed.
Initiative
Implementation
8.B.2.c3a Marking Output From Shared Printers (PL 1, 2, 3) - At the DAA's discretion,
systems operating at Protection Level 1, 2, or 3 shall mark the beginning (banner)
page of all human-readable, paged, hardcopy output (printer output) with a human-
readabl e representation of the system's security parameter, which is the highest
classification and all appropriate associated security markings of the information
processed by the system. For Protection Level 3, procedures shall be implemented
to ensure output is given only to authorized users.
Initiative

Implementation

8B.2d

Marking Variations - DAAs or their designees may identify specific types of media
or hardware components that need not be marked in accordance with this policy so
long as they remain within a single, secure environment, and:

1. All systems are operating at the same classification level and access
authorizations;

2. The media or hardware components are documented in the SSP

3. Mechanisms or procedures have been established to provide the security
protection intended by this palicy;

4., If removed from the single, secure environment, the media are either
appropriately marked or sanitized or declassified in accordance with paragraph
8.B.5, below.

Initiative
Implementation

N/A

8B.2e

Marking of Removable System Media - Removable system media shall be
externally marked with the established classification label (or afacsimile of it),
specified in [DCID 6/3] Table 81 and published by the Information Security
Oversight Office (1S00).

Initiative
Implementation

All removable media will be marked appropriately.

8B.29

Location of Security Labels - Security labels shall be conspicuously placed on
media; however, their placement must not adversely affect the operation of the
equipment on which the mediais used. A security label may be placed on the
protective cover rather than on the media only if labeling the mediawould impair
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operation or if the mediaistoo small to accommodate a label. The intent of
marking isto provide avisibleindicator of content to support proper handling and
storage of the media.
*]1C When the classification of the mediaincreases to a higher level, replace the
classification |abel with the appropriate higher classification-level label.*
Initiative All equipment markings will be conspicuously placed.

I mplementation

8.B.2.i

Downgrading or Declassification - The downgrading or declassification
instructions applicable to the data contained on the portable system media shall
accompany the datawhen it is transferred from one security control point to
another. These instructions may be internal to the media

Initiative
I mplementation

Refer to the JEODNET downgrade and declassification policy

8.B.3

Manual Review of Human-Readable Output. - Before human-readable output is
rel eased outside the security boundary, an appropriately authorized individual shall
provide areliable human review of the output to determine whether it is accurately
marked with the appropriate classification and applicable associated security
markings. The authorized reviewer shall be knowledgeable enough about the data
to determine the presence of improper datain the information being reviewed, and
shall be cleared for and have formal access approval for he information being
reviewed. Thereview shall be at alevel of detail, as set forth by the DAA, to allow
the reviewer to accept security responsibility for releasing the data to its recipient.

Initiative
I mplementation

Reliable human review will be performed to verify proper markings.

8B.3a

Manual Review of Softcopy - The electronic output (i.e., softcopy) to be released
outside the security boundary shall be verified by areview (in human-readable
form) of all dataincluding embedded text (e.g., headers and footers, hidden text,
notes, edited text, control characters) before being released.

Initiative
I mplementation

Reliable human review will be performed to verify proper markings.

8B.3b

Examination of Electronic Media - Information on mediathat isnot in human-
readable form (e.g., embedded graphics, sound, video, imagery) shall be examined
for content with the appropriate software, hardware, and firmware. Care is required
to ensure that all layers or levels of the graphics or image are reviewed.

Initiative

I mplementation

8.B.5.h.1 Reuse of media - Cleared or sanitized media that has previously contained
classified information may be reused at the same classification level (e.g., TS ->
TS), or at ahigher level (e.g., S ->TS). Sanitized media may be downgraded or
declassified with the DAA's and, as applicable, the Data Owner's approval as
specified in the SSP. Only approved equipment and software shall be used to
overwrite and degauss magnetic media containing classified information. Each
action or procedure taken to overwrite or degauss such media shall be verified.

Initiative Refer to Enterprise SSP to reuse media appropriately.

Implementation

8.B.5.h.2 Clearing - Only approved equipment and overwriting software that is compatible

with the specific hardware for overwriting shall be used to clear mediathat have
contained classified information. Use of such software shall be coordinated in
advance with the DAA. The success of the overwrite procedure shall be verified
through random sampling of the overwritten media. Items that have been cleared
(i.e., not sanitized) shall remain at the previouslevel of classification and remainin
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a secure, controlled environment.
Initiative Refer to Enterprise SSP to use approved overwriting software for clearing media.
Implementation
8.B.5.b.3.a Sanitizing Media Containing Classified Info - Magnetic media containing
classified information can be sanitized by use of an approved degaussing
procedure. The DAA, with the Data Owner's approval (if applicable), can allow
overwriting of some types of classified information as a sanitizing procedure.
Initiative Refer to Enterprise SSP to use approved degaussing methods for sanitization of
Implementation | media
8.B.5.h.4 Optical Disks- Optical disks (including compact disk/read only memory, write
once/read many, Digital Versatile Disk, and writeable compact discs) offer no
mechanism for sanitization and must be destroyed viaincineration or any other
NSA -approved method. They should be placed in a classified trash bag labeled
"non-soluble" and disposed as classified waste.
Initiative Optical disks are not being used.

I mplementation

8.B.5.c

Malfunctioning Media - Magnetic storage media that malfunctions or contains
features that inhibit overwriting or degaussing shall be reported to the I SSO, who
will coordinate repair or destruction with the responsible DAA.

Initiative
I mplementation

Site SOP

8.B.5.d.2

Volatile Memory Components - Memory components that do not retain data after
removal of all electrical power sources, and when re-inserted into asimilarly
configured system do not contain residual data, are considered volatile memory
components. Volatile components that have contained classified information may
be released only in accordance with procedures devel oped by the I1SSO and stated
in the SSP. A record shall be maintained of the equipment release indicating that,
per abest engineering assessment, all component memory is volatile and that no
dataremainsin or on the component when power is removed.

Initiative
Implementation

All component memory used in JEODNET serversisvolatile.

8.B.5.d.3

Nonvolatile Memory Components- Components that do retain data when all power
sources are discontinued are nonvolatile memory components; these include read-
only memory (ROM), programmable ROM (PROM), or erasable PROM
(EPROM), and their variants. Those that have been programmed at the vendor's
commercial manufacturing facility, and are considered to be unalterablein thefield,
may be released. All other nonvolatile components may be released after successful
completion of the procedures outlined in NSA/CSSM 130-2. Failure to accomplish
these procedures shall require the | SSO to coordinate with the DAA for a
determination of releaseability.

Initiative
I mplementation

Appropriate procedures will be followed.

8.B.5.e

Release of Systems and Components - The ISSO shall develop equipment removal
procedures for systems and components that have processed or contained classified
or extremely sensitive information; these procedures shall be stated in the SSP.
When such equipment is no longer needed, it can be released after:

Inspection of the system equipment by the I SSO or designee. This review shall
assure that all media, including internal disks, have been removed or sanitized.

[Creating a] record of the equipment release indicating the procedure used for
sanitization, and to whom the equipment was released. This record shall be retained
for aperiod prescribed by the DAA.
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Initiative Mediawill be removed or sanitized before equipment release..

Implementation

8.B.6.a

DAA Approval for Equipment Co-location - DAA approval is necessary to co-
locate classified and unclassified 1Ssin a Sensitive Compartmented Information
Facility (SCIF).

*|1C Referencesto "unclassified" systems should be interpreted as "lower
classified" systemswhich includes all levelsless than that of the subject system
(including unclassified).*

Initiative Site dependent whether co-location is required.

Implementation

8.B.6.b.1 Co-location Marking - An 1S approved for processing unclassified information
must be clearly marked as such when located within a SCIF.

Initiative All systems will be marked appropriately for the level of data processed.

I mplementation

8.B.6.b.2 Co-location Separation - An IS approved for processing unclassified information
must be physically separated from any classified IS.

Initiative No physical connection made between classified and unclassified systems unless a

Implementation | SABI or DIAP approved cross domain solution is used.

8.B.6.b.3 Co-location Connection - An IS approved for processing unclassified information
must not be connected to any classified | S without the PAA's written approval.

Initiative No physical connection made between classified and unclassified systems unless a

Implementation | SABI or DIAP approved cross domain solution is used.

8.B.6.h.4 Co-location Training - Users must be provided with co-location process and
procedures as part of their required security and awareness training.

Initiative Site dependent

I mplementation

8.B.6.b.5 Co-location Documentation - The ISSO must document in the SSP the procedures
and technical safeguardsto ensure the protection of classified information.

Initiative

I mplementation

8.B.6.h.6 Co-location MediaHandling - All unmarked media must be treated as classified at
the highest level processed by the facility until reviewed and verified.

Initiative Refer to policy set forth in the Enterprise SSP

Implementation

8.B.6.c

Co-located Portable Equipment - An unclassified portable IS (including personally
owned |Ss) is prohibited in a SCIF unlessthe DAA specifically permitsitsuse. If
permitted, all personnel shall adhere to the following procedures:

1. Connection of an unclassified portable IS to aclassified IS is prohibited.

2. Connection of an unclassified IS to another unclassified IS may be done only
with the DAA's written approval.

3. Use of aninternal or external modem with the IS device is prohibited within the
SCIF without the DAA's written approval.

4, The portable | Ss and the contained data are subject to random reviews and
inspections by the ISSO/ISSM. If classified information is found on the portable IS
it shall be handled in accordance with the incident handling policy.

Initiative
Implementation

Unclassified portable equipment usage will be appropriately restricted.

8B.7.a

Incident Reporting Program - A formal incident-reporting program shall be put in
place, and it shall be evaluated on aregular basis by the DAA. All security
incidents shall be reported to the DAA and the Data Owner through the incident-
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reporting system. All incidents that may affect (or have affected) systems under
more than one DAA shall be reported to the DAA responsible for the affected
system. As appropriate, the information shall be forwarded to other involved DAAs
and Data Owners. Additionally, organizational investigative agencies shall be
immediately apprised of all security incidents and, if deemed necessary and
appropriate, shall participate in their resolution.

Initiative
Implementation

Refer to policy set forth in the Enterprise SSP

8B.7b

Incident Reporting Procedures - Procedures shall be developed by the ISSM and
approved by the DAA to provide the appropriate responses to incidents.

Initiative Refer to JEODNET Enterprise Contingency Policy

I mplementation

8.B.8.al Maintenance Personnel Clearance - Except as authorized by the DAA, personnel
who perform maintenance on systems shall be cleared to the highest classification
level of information on the system, and indoctrinated for all information processed
on that system. Cleared personnel who perform maintenance or diagnostics on an
IS do not require an escort, unless need-to-know controls must be enforced.
However, an appropriately cleared and, when possible, technically knowledgeable,
facility employee shall be present within the area where the maintenance is being
performed to assure that the proper security and safety procedures are being
followed.

Initiative No onsite maintenance by improperly cleared personnel. Cleared personnel

Implementation | without need-to-know access will be escorted.

8.B.8.a2 Cleared Foreign National Maint Personnel - Cleared foreign nationals may be
utilized as maintenance personnel for those systems jointly owned and operated by
the US and aforeign allied government, or those owned and operated by foreign
alied governments. Approvals, consents, and detailed operational conditions must
be fully documented within a Memorandum of Agreement.
*]C Section 8.B.8.a.2 is not applicable to industry.*

Initiative No onsite maintenance by improperly cleared personnel.

I mplementation

8.B.8.h.1 Uncleared (or Lower Cleared) Maintenance Personnel - If appropriately cleared
personnel are unavailable to perform maintenance, an uncleared person, or one
cleared to alower level, may be used provided afully cleared and technically
qualified escort monitors and records that person's activities in a maintenance log.

Initiative No onsite maintenance by improperly cleared personnel.

I mplementation

8.B.8.b.2 Citizenship of Maintenance Personnel - For US-owned and operated | Ss,
uncleared/lower-cleared maintenance personnel must be US citizens. For systems
jointly owned and operated by the US and aforeign allied government, or those
owned and operated by foreign allied governments, uncleared/lower-cleared foreign
nationals may be used. Approvals, consents, and detailed operational conditions
must be fully documented within a Memorandum of Agreement.
*|C Section 8.B.8.b.2 is not applicable to industry.*

Initiative No onsite maintenance by improperly cleared personnel.

Implementation

8.B.8.h.3 Prep for Uncleared/Lower Cleared Maintenance - Prior to maintenance by

uncleared/lower-cleared personnel, the | S shall be completely cleared and all
nonvolatile data storage media removed or physically disconnected and secured.
When a system cannot be cleared, DAA-approved procedures shall be enforced to
deny the uncleared/lower-cleared individual visual and electronic access to any
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classified or sensitive datathat is contained on the system.
Initiative No onsite maintenance by improperly cleared personnel.
Implementation
8.B.8.n.4 OS Maintenance Copy - A separate, unclassified copy of the operating system and
application software, including any micro-coded floppy disks, cassettes, or optical
disksthat areintegral to the|S, shall be used for al maintenance operations
performed by uncleared/lower-cleared personnel. The copy shall be labeled
"UNCLASSIFIED -FOR MAINTENANCE ONLY" and protected in accordance
with procedures established in the SSP. The ISSM must consider on a case-by-case
basis maintenance procedures for an information system whose operating system
resides on a non-removable storage device.
Initiative No onsite maintenance by improperly cleared personnel.
Implementation
8.B.8.c.1 Maintenance Logs - A maintenance log shall be maintained. The maintenance log
shall include the date and time of maintenance, name of the individual performing
the maintenance, name of escort, and a description of the type of maintenance
performed, to include identification of replacement parts.
Initiative Each server has a combined installation/maintenance log documenting what has

Implementation

been modified and by whom. Thisis also afunction of the Enterprise Management
System

8.B.8.c.3

Removal of Equipment for Maintenance - If systems or system components are to
be removed from the facility for repair, they shall first be purged, and downgraded
to an appropriate level, or sanitized of all classified data and declassified in
accordance with DAA-approved procedures. The ISSO or designee shall approve
the release of all systemsand all parts removed from the system (see section on
Release of Memory Components and Boards).

Initiative
Implementation

Equipment removed will be downgraded appropriately.

8.B.8.c.4

Use of Network Analyzers - Introduction of network analyzers (e.g., sniffers) that
would allow the maintenance personnel the capability to do promiscuous mode
(real time) monitoring shall be approved by the ISSM or designee prior to being
introduced into an IS.

Initiative
Implementation

Site dependent. Function provided by the Enterprise Management and Intrusion
Detection System

8.B.8.c.5

Diagnostic Test Programs - If maintenance personnel bring diagnostic test
programs (e.g., software/firmware used for maintenance or diagnostics) into a
facility, the media containing the programs (1) shall be checked for malicious code
before the mediais connected to the system, (2) shall remain within the facility, and
(3) shall be stored and controlled at the level of thelS. Prior to entering the facility,
the maintenance personnel shall be advised that they will not be allowed to remove
media from the facility. If deviation from this procedure is required under special
circumstances, then each time the diagnostic test mediais introduced into afacility,
the media shall undergo stringent integrity checks (e.g., virus scanning, checksum)
prior to being used on the | S and, before leaving the facility, the media shall be
checked to assure that no classified information has been written onit. Such a
deviation requires approval by the ISSM.

Initiative
Implementation

Site dependent.

8.B.8.c.6

Diagnostic Equipment - All diagnostic equipment and other devices carried into a
facility by maintenance personnel shall be handled as follows:
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a. Systems and system components being brought into the facility shall be inspected
for obvious improper modification.

b. Maintenance equipment that has the capability of retaining information shall be
appropriately sanitized by procedures outlined in paragraph 8.B.5 before being
released. If the equipment cannot be sanitized, the equipment shall remain within
the facility, be destroyed, or be released under procedures approved by the DAA
and the Data Owner(s) or responsible official(s).

¢. Replacement comp onents that are brought into the facility for the purpose of
swapping with facility components are allowed. However, any component placed
into an IS shall remain in the facility until proper release procedures are compl eted.
Any component that is not placed in an |S may be released from the facility.

d. Communication devices with transmit capability (e.g., pagers, [RF] LAN
connections) belonging to the maintenance personnel or any data storage media not
reguired for the maintenance visit shall remain outside the system facility for return
to the maintenance personnel upon departure from the facility.

Initiative
Implementation

Site dependent.

8.B.8.c.7

Security Maintenance Changes - Maintenance changes that impact the security of
the system shall receive a configuration management review.

Initiative
Implementation

Must pass both the JEODNET CCB

8.B.8.c.8

Post-maintenance Security Review - After maintenance has been performed, the
security features on the 1S shall be checked to assure that the ISis still functioning

properly.

Initiative
Implementation

Appropriate sections of the certification testing will be re-run.

8.B.8.d.1

Performance of Remote Maintenance or Diagnostics- Remote diagnostic or
maintenance services are acceptable if performed by a service or organization that
providesthe same level and category(ies) of security asthelS. The
communications links connecting the components of the systems, associated data
communications, and networks shall be protected in accordance with national
policies and procedures applicable to the sensitivity level of the data that may be
transmitted over the link.

Initiative
Implementation

No remote maintenance accept as part of the Enterprise Management System.

8.B.8.d.2

Remote Maintenance Security Requirements - If remote diagnostic or maintenance
services are required from a service or organization that does not provide the same
level of security required for the system being maintained, the IS shall be sanitized
and physically separated from other information systems prior to the connection of
the remote accessline. If the system cannot be sanitized (e.g., due to asystem
failure), remote maintenance shall not be allowed.

Initiative
Implementation

No remote maintenance accept as part of the Enterprise Management System.

8.B.8.d.3

Remote Maintenance Additional Requirements - Initiation and termination of the
remote access shall be performed by the |SSO or designee. Keystroke monitoring
shall be performed on all remote diagnostic or maintenance services. A technically
qualified person shall review the maintenance log, and if appropriate, the audit log
to assure the detection of unauthorized changes. The SSM/ISSO shall assure that
mai ntenance technicians responsible for performing remote diagnosis/maintenance
are advised (e.g., contractually, verbally, or by banner) prior to remote
diagnostics/maintenance activities that keystroke monitoring will be performed.
Unless an exception has been granted by the DAA, maintenance personnel
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accessing the information systems at the remote site shall be cleared to the highest
level of information processed on that system, even if the system was
downgraded/sanitized prior to remote access. I nstallation and use of remote
diagnostic links shall be specifically addressed in the SSP and agreed to by the
DAA. An audit log shall be maintained of all remote maintenance, diagnostic, and
service transactions including all commands performed and all responses. The log
shall be periodically reviewed by the 1SSO.

Initiative
I mplementation

No remote maintenance accept as part of the Enterprise Management System.

8.B.8.d.5

Remote Maintenance Passwords- Passwords used during the maintenance process

shall be changed following each remote diagnostic maintenance service. All
passwords are assigned and controlled by the information system's ISSM or 1SSO.

Initiative
Implementation

No remote maintenance accept as part of the Enterprise Management System.

8.C1

Communications Security - The communications links connecting the components
of the systems, associated data communications, and networks shall be protected in

accordance with national policies and procedures applicable to the sensitivity level
of the data being transmitted.

Initiative
Implementation

Site dependent.

8.C2b

Uncleared Developers - Uncleared personnel developing hardware, firmware,
software, or datafiles shall not, to the maximum extent possible, have any
knowledge that the software, hardware, firmware or datafileswill beusedina
classified area. Before hardware, firmware, software, or datafilesthat are
developed or modified by uncleared personnel can be used in a classified

processing period, appropriately cleared, technically knowledgeabl e personnel shall

review them to ensure that no security vulnerabilities or malicious code exist.
Software, hardware, and firmware used for maintenance or diagnostics shall be
mai ntai ned within the secure computing facility and, even though unclassified,
shall be separately controlled.

Initiative
Implementation

All JEODNET development personnel cleared for Secret NOFORN.

8.C2.c

Security-related Hardware, Software, and Firmware - Personnel responsible for
installing modifications to system- or security-related software, hardware, and
firmware or datafileson aclassified IS shall be cleared to the highest level of
information processed or stored. Software, hardware, and firmware that contains
security-relevant functions (e.g., sanitization, access control, auditing) shall be
validated by the | SSO to confirm that security-related features are fully functional,
protected from modification, and effective.

Initiative
Implementation

All JEODNET personnel cleared for Secret NOFORN.

8.C3

EMSEC/TEMPEST - The components of the systems, associated data
communications, and networks shall be protected in accordance with national
EMSEC/TEMPEST policies and procedures applicable to the sensitivity level of
the data being transmitted.

Initiative
Implementation

Site dependent

8.C4

Technical Surveillance Countermeasures (TSCM) - The components of the
systems, associated data communications, and networks shall be protected in
accordance with national TSCM policies and procedures applicable to the
sensitivity level of the data being transmitted.
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Initiative Site dependent

Implementation

8F.1

Foreign Nationals Access Approval - US Government intelligence information is
not releasabl e to foreign nationals except as authorized by the US Government.
Data Owners can designate their information as releasable to individuals of specific
nationalities in accordance with DCIDs 1/7 and 5/6. PAAS/DAAS shall obtain the
written permission of all applicable Data Owners before allowing access by foreign
nationals to a system that contains information not releasable to individuals of those
nationalities. The decision to allow access by foreign nationals to systems that
process intelligence information shall be explicit and shall be in writing.

Initiative
I mplementation

No foreign nationals currently granted access to SIPRNET/NIPRNET.

8F.2

Foreign Nationals Access of NOFORN - In the absence of reliable human review,
aforeign national may access or receive output from a system processing
intelligence marked NOFORN only when (a) the system can reliably ensure that all
NOFORN datais protected from foreign access, (b) the accrediting authority has
obtained written approval from the head of CIA, DIA, NRO, or NSA (as
appropriate to the sponsorship of the system in question), and (c) the accrediting
authority has obtained concurrence from all Data Owners of NOFORN data
processed by the system before any datais accessible, directly or indirectly, by
foreign nationals. Failing agreement by the Data Ownersto allow the foreign
national access, the accrediting authority can appeal to the DCI/DDCI.

Initiative No foreign nationals currently granted accessto SIPRNET/NIPRNET.

I mplementation

9.D.2.b.2 Joint Accreditations of Intelligence Systems - For systems processing intelligence
information, operating under the purview of more than one PAA, and that are not
jointly certified by a panel or board:
a. A Memorandum of Agreement (MOA) shall be required between the cognizant
PAAs; the MOA should name alead PAA, who will be responsible for the system
certification. If no lead PAA is named, then both parties shall share responsibility.
b. The MOA shall beincluded in the SSP.

Initiative N/A

I mplementation

9.D.3.b.2 Site-Based Accreditation - A Site Security CONOPS and a Site Security
Architecture are required for site-based accreditation and shall contain alisting of
all systems covered under the site-based accreditation, a description of how the site
complies with the requirements of this manual, and awiring diagram showing
external connections.

Initiative Contained in System Security Plan.

Implementation

9.D.3.c4 Interconnected Systems - A interconnection Security Agreement (ISA) isrequired
whenever an accredited system is connected to a system accredited by a different
DAA.* The contents of such an ISA are specified in Appendix A. [* Some types of
interconnected networks, particularly those that are community wide, do not require
aformal ISA. In this case, the function of the ISA is handled with alist of
requirements to be satisfied prior to connection. Upon verification that the list has
been satisfied, the interconnection is made.]

Initiative N/A

Implementation

9.G4

Tactical or Deployable Systems - A tactical system may be part of afixed location
or maintained in a deployable configuration so that it can be moved quickly to
another location to support operational mission requirements. The system can
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operate in a stand-alone mode or be attached via communications to a mobile or
fixed facility under an extended LAN or WAN configuration. Tactical systems
shall provide the appropriate Protection Level and Levels-of-Concern based upon
the operating environment, network connection requirements, portability, and
degree of accessto other systems. The Protection Level and Levels-of-Concern
shall be applied while the system isin-garrison, in-transit, and/or deployed. The
DAA may require additional security requirements or safeguards for tactical
systemswhile in-transit or in the deployed environment.

Initiative
Implementation

9.G.5b

I1Ss With Group Authenticators - In general, the use of group authenticators
precludes the association of a particular act with the individual who initiated that
act. In turn, this can preclude assignment of responsibility and can exacerbate the
difficultiesinvolved inincident investigation. DAAs shall avoid situations in which
the group authenticator is effectively the sole access control mechanism for the
system. Use of group authenticators for broader access after the use of aunique
authenticator for initial identification and authentication carries much lessrisk. The
use of group authenticators shall be explicitly authorized by the DAA..

Initiative
Implementation

Group authenticators are not employed by JEODNET.

9.G.5.c

I Ss With Group Authenticators - Positions and applications requiring the use of
group authenticators shall be discussed in the SSP.

Initiative
Implementation

Group authenticators are not employed by JEODNET.

9.G.6b

Information Systems Using Periods Processing - Aslong as the sanitization
procedures between each Protection Level segment have been approved by the
DAA based on guidelines from the Data Owner(s) or responsible official(s), the IS
need meet only the security requirements of each processing period, while in that
period. If the sanitization procedures for use between periods are approved by the
DAA(s), the security reguirements for a given period are considered in isolation,
without consideration of other processing periods. Such sanitization procedures
shall be detailed in the SSP.

Initiative
I mplementation

Periods processing does not apply to JEODNET




